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TUNNEL INSPECTION GUIDELINES 

 

CHAPTER  1. INTRODUCTION 

1.1   History  

Following the tragic ceiling collapse in the Interstate 90 Connector Tunnel in Boston, Massachusetts on 
July 10, 2006, the National Transportatioƴ {ŀŦŜǘȅ .ƻŀǊŘΩǎ IƛƎƘǿŀȅ !ŎŎƛŘŜƴǘ wŜǇƻǊǘΣ b¢{. bǳƳōŜǊ I!w-
лтκлнΣ ƛŘŜƴǘƛŦƛŜŘ ǎŜǾŜǊŀƭ ǎŀŦŜǘȅ ƛǎǎǳŜǎ ƛƴŎƭǳŘƛƴƎΣ άInadequate regulatory requirements for tunnel 
inspectionsέΦ hƴ Wǳƭȅ сΣ нлмнΣ ǘƘŜ tǊŜǎƛŘŜƴǘ ǎƛƎƴŜŘ ǘƘŜ aƻǾƛƴƎ !ƘŜŀŘ ŦƻǊ tǊƻƎǊŜǎǎ ƛƴ ǘƘŜ нмst Century Act 
(MAP-21), which requires the Secretary to establish national standards for tunnel inspections.  
 
 Specifications for the National Tunnel Inventory (SNTI) document was published in July 2015 by FHWA 
in coordination with the National Tunnel Inspection Standards (NTIS) regulation 23 CFR 650 Subpart E 
and the Tunnel Operations, Maintenance, Inspection and Evaluation (TOMIE) Manual.  
 
Tunnel is defined per SNTI as άan enclosed roadway for motor vehicular traffic with vehicle access 
limited to portals, regardless of type of structure or method of construction. Tunnels do not include 
bridges or culverts inspected under the National Bridge Inspection Standards (23 CFR 650 ς Subpart C ς 
National Bridge Inspection Standards). Tunnels are structures that require, ōŀǎŜŘ ƻƴ ƻǿƴŜǊΩǎ 
determination, special design considerations that may include lighting, ventilation, fire protection 
systems, and emergency egress capacity.έ 
 
On November 6, 2020 FHWA issued a memorandum regarding inspection of non-structural tunnel 
elements located above roadways. In that memorandum, the National Transportation Safety Board 
(NTSB) made two recommendations:  
1. It is important to inspect, document, and promptly repair significant corrosion in non-structural 
tunnel elements located above roadways.  
2. Classify significant corrosion in non-structural tunnel elements located above roadways as a critical 
finding that requires immediate action. 
 
See Appendix E for the memorandum and Appendix F for the flow chart and Significant Findings Form.  
 
ADOT currently has 6 active tunnels meeting the above definition in its tunnel inventory database. It is 
expected that this number will increase with passage of time.  
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1.2   Purpose  

The tunnel inspection program is designed to meet federal inspection requirements and the StateΩs 

responsibilities. The program manager is responsible for: 

1. Conducting inspections with qualified teams on a timely manner 

2. Submittal of the inspection reports within reasonable time after the inspections 

3. Providing guidance on the tunnels maintenance  

4. Maintaining the tunnel inventory and reporting system 

5. Submittal of the tunnel inspection data to FHWA on annual basis 

6. Maintaining quality control and quality assurance (QC/QA) in the tunnel inspection program  
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CHAPTER  2. INSPECTION 

2.1 - Introduction 

Prior to 2015, ADOT inspected its tunnels as bridges with NBI item 43b (Main Structure Type, Design) 

ŎƻŘŜŘ ŀǎ άмуέ ό¢ǳƴƴŜƭύΦ  {ƛƴŎŜ ǘƘŜƴΣ ǘƘŜ tunnels have been inspected with appropriate tunnel elements 

under 2015 NTIS. ADOT currently collects and maintains tunnel inventory and inspection data, addresses 

critical findings, and maintains a registry of certified tunnel inspectors within its jurisdiction. Reports and 

electronic files are generated to document the actions taken in response to the inspection findings. Health 

and safety procedures are in-place to protect the inspection team, tunnel facility personnel, and the users 

of the tunnel facility. 

Some of the responsibilities of ADOT tunnel inspection program include:  

ω 9ǎǘŀōƭƛǎƘƛƴƎ ǿǊƛǘǘŜƴ ǇƻƭƛŎƛŜǎ ŀƴŘ ǇǊƻŎŜŘǳǊŜǎΦ  

ω aŀƛƴǘŀƛƴƛƴƎ ǘǳƴƴŜƭ ƛƴǾŜƴǘƻǊȅ ŀƴŘ ƛƴǎǇŜŎǘƛƻƴ ŘŀǘŀΦ  

ω wŜƎǳƭŀǊƭȅ ǊŜǇƻǊǘƛƴƎ b¢L Řŀǘŀ ǘƻ ǘƘŜ CI²!Φ  

ω aŀƛƴǘŀƛƴƛƴƎ ǉǳŀƭƛŦƛŎŀǘƛƻƴ ǊŜŎƻǊŘǎ ƻŦ ǇŜǊǎƻƴƴŜƭ ƛƴŎƭǳŘƛƴƎ ƴŀǘƛƻƴŀƭ ƛƴǎǇŜŎǘƻǊ ŎŜǊǘƛŦƛŎŀǘƛƻƴΦ  

ω Establishing an effective quality control and quality assurance program. 

2.2  Inspection  

2.2.1 - Inspection Types 

NTIS identifies several types of inspections that are regularly performed on highway tunnels similar to 

bridge inspection program. These inspections include initial, routine, damage, in-depth, and special 

inspections for tunnels. See Table 2.2.1 for tunnel inspection types. 

2.2.1.1 - Initial Inspection  

An initial inspection should be performed on existing highway tunnels within the interval specified in the 

NTIS. On new tunnels, the initial inspection should be conducted after the completion of construction 

activities and the testing of functional systems but prior to opening the tunnel to traffic. At a minimum, 

the initial inspection should consist of a sufficient number of observations and measurements to 

determine the physical and functional condition of the tunnel. These inspections are intended to be 

comprehensive covering the structural, civil, mechanical, electrical and lighting, fire and life safety, 

security, signs, and protective systems. The results are to be recorded in accordance with the instructions 

contained in the SNTI. The initial tunnel inspection establishes the baseline conditions of the tunnel; and it 

is used to field verify the initial tunnel inventory data. The baseline results can be used to evaluate 

changes over time to the tunnel systems and to help identify trends.  
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2.2.1.2 - Routine Inspection 

Following the initial inspection, routine inspections are conducted within the intervals specified in the 

NTIS. Routine inspections are regularly scheduled inspections that help to ensure continued safe, reliable, 

and efficient service. These inspections are similar in scope to the initial bridge inspections. Routine tunnel 

inspections record the changes to the tunnel over time and can be used to help identify trends and predict 

future life expectancy of components. At a minimum, routine inspections consist of a sufficient number of 

observations and measurements that can be used to determine the physical and functional condition of 

the tunnel. These inspections are intended to be comprehensive covering the structural, civil, mechanical, 

electrical and lighting, fire and life safety, security, signs, and protective systems. The results are to be 

recorded in accordance with the instructions contained in the SNTI. 

2.2.1.3 - Damage Inspection 

Damage inspections are performed in response to natural disasters or human activities that damage the 

tunnel. Damage may occur by motor vehicle impact, fire, flood, earthquake, vandalism or explosions. 

When severe damage occurs, the tunnel should be closed and remain as such until a damage inspection 

has been completed and the damage is fixed. Structural analysis and follow-up emergency repairs may be 

needed. Structural materials may need further evaluation as identified in the Manual for Bridge Evaluation 

(MBE). Safety is of paramount importance after an incident. Devices such as breathing apparatus, 

protective clothing, and specialized equipment may be necessary. Inspection work should be coordinated 

with emergency responders. It is important that the tunnel inspection organization develop detailed plans 

and conduct training exercises with tunnel facility personnel in advance of these events. 

2.2.1.4 - In-depth Inspection 

In-depth inspections are close-up, hand-on inspections conducted on one, several, or all of the elements 

or functional systems. These inspections are used to identify deficiencies that are not readily detectable 

during initial, routine, or damage inspections. In-depth inspections may involve testing of tunnel system, 

components, and materials. More extensive disassembly and cleaning of equipment parts may occur. This 

type of inspection may be used to support a structural analysis or a functional system evaluation where 

more information is needed. In-depth inspections are scheduled based on the needs of the tunnel facility, 

inspection findings, and established written procedures. 

2.2.1.5 - Special Inspection 

A special inspection is typically performed after an initial, routine, damage or in-depth inspection when 

significant deficiencies have been discovered and need to be monitored. Special inspections are scheduled 

based on the needs of the tunnel facility, inspection findings, and established written procedures. These 

types of inspections continue, but perhaps at adjusted intervals or durations, until the deficiency is 

repaired, the component is removed from service, or further study determines that the conditions are no 

longer deteriorating at accelerated levels. For example, a light fixture built of dissimilar metals and 
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installed over traffic might have problems with excessive corrosion. As such, this light fixture may be 

monitored on a regular basis to ensure that it remains securely anchored and safe until repairs can be 

made. 

Table 2.2.1ς Types of highway tunnel inspections 

Inspection 

Type 

Purpose 

Initial Establish the inspection file record and the baseline conditions for the tunnel. 

Routine Comprehensive observations and measurements performed at regular intervals. 

Damage Assess damage from events such as impact, fire, flood, seismic, and blasts. 

In-Depth Identify hard-to-detect deficiencies using close up inspection techniques. 

Special Monitor defects and deficiencies related to safety or critical findings. 

Source: Tunnel Operations, Maintenance, Inspection, and Evaluation (TOMIE) Manual 

2.2.2 - Inspection Frequencies 

The interval requirements for initial inspection and routine inspections are contained in the NTIS. Table 

2.2.2 summarizes these requirements. ADOT is responsible for establishing the inspection intervals for in-

depth inspections based on the particular needs of the tunnel facility. Special and damage inspections are 

performed on as needed basis. 

Table 2.2.2 ς Interval period contained in the National Tunnel Inspection Standards 

Inspection 

Type 

Application Interval 

Initial  New tunnel Prior to opening to traffic 

to the public. 

Existing tunnel Within 24 months of NTIS 

effective date. 

Routine  
Default condition  Every 24 months over lifetime of the tunnel. 

Approved written justification Possibly allow extension up to 48 months. 

In-depth  Complex tunnels and for certain 

structural and functional systems. 

Level and frequency to be established by the 

program manager. 

Source: Tunnel Operations, Maintenance, Inspection, and Evaluation (TOMIE) Manual 
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2.2.3 - Inspector Qualifications 

The program manager and the team leader are specifically identified in the NTIS; other inspection 

personnel have been discussed in this chapter to include discipline specific specialists and field inspectors. 

ADOT may use specialized contract inspectors to assist with complicated or sophisticated tunnel systems. 

In accordance with the NTIS, an independent assessment is desired; therefore, the operating and 

maintenance personnel should not be used for inspection purposes. 

 

2.2.3.1 - Program Manager  

The program manager is the individual in charge of the tunnel inspection program for State of Arizona. 

ADOT currently has six active tunnels in its inventory database. The program manager must be capable of 

leading the tunnel inspection organization and ensuring that the requirements of the NTIS are fulfilled. 

The program manager may delegate duties and responsibilities to qualified delegates who take charge of a 

particular subset of tunnels; however, the program manager remains responsible for ensuring compliance. 

The program manager develops written procedures, schedules inspections, procures inspection and safety 

equipment, coordinates with tunnel facility staff, and advises the team leader as necessary. Ideally, the 

program manager should have a general understanding of all aspects of tunnel engineering including 

design, construction, operation, maintenance, inspection, evaluation, load rating, and rehabilitation. Good 

judgment is essential for this position in order to respond appropriately to safety and structural concerns 

within the tunnel. Refer to the NTIS for the complete requirements of this position. The program manager 

must be a registered professional engineer or have at least 10 years of tunnel or bridge inspection 

experience. This individual must also be a nationally certified tunnel inspector, which requires 

comprehensive training, end-of-course assessment, and periodic refresher training.  

2.2.3.2 - Team Leader  

The team leader is the person on-site who is in charge of the inspection team. This person is responsible 

for inspection planning, preparing, performing and reporting to include coordinating the field work. Refer 

to the NTIS for the complete requirements. The team leader is responsible for evaluating the deficiencies, 

quality checking of the inspection data, and making sure that the inspection reports are complete, 

accurate, and legible. The team leader should also conduct safety briefings as needed. The team leader 

should be able to provide recommendations for the repair of defective items and must initiate appropriate 

actions when critical findings are discovered. A team leader must be a nationally certified tunnel 

inspector. Additionally, the team leader is expected to meet at least one of the following:  

ω wŜƎƛǎǘŜǊŜŘ ǇǊƻŦŜǎǎƛƻƴŀƭ ŜƴƎƛƴŜŜǊ ŀƴŘ ŀǘ ƭŜŀǎǘ с ƳƻƴǘƘǎ ƻŦ ǘǳƴƴŜƭ ƻǊ ōǊƛŘƎŜ ƛƴǎǇŜŎǘƛƻƴ ŜȄǇŜǊƛŜƴŎŜΦ  

ω р ȅŜŀǊǎ ƻŦ ǘǳƴƴŜƭ ƻǊ ōǊƛŘƎŜ ƛƴǎǇŜŎǘƛƻƴ ŜȄǇŜǊƛŜƴŎŜΦ  

ω !ǇǇǊƻǇǊƛŀǘŜ ŎƻƳōƛnation of education and experience as described in the NTIS.  
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In addition to the minimum requirements stated above, the team leader should be a professional engineer 

when the tunnel is complex or if it has distinctive features or functions. Team leaders must be on site at all 

times for initial inspections, routine inspections, and in-depth inspections.  

2.2.3.3 - Inspection Assistance from Discipline Specific Specialist and Field Inspectors 

Discipline Specific Specialist: When complex civil/structural, mechanical, or electrical systems need to be 

inspected, the team leader should assign discipline specific specialists with suitable training and 

experience to help conduct these inspections. Ideally, these specialist individuals should be registered 

professional engineers or at least engineers-in-training.  

Field Inspectors:  Field inspectors assist the team leader with the inspection work. Some duties of the field 

inspector include carrying inspection equipment, filling out inspection forms, taking photographs, and 

making sketches. Ideally, the field inspectors would have an engineering background with education, 

training, and experience within their respective fields of practice.  

Discipline specific specialists and field inspectors should: 

ω .Ŝ ƪƴƻǿƭŜŘƎŜŀōƭŜ of tunnel components and understand their function.  

ω .Ŝ ŀōƭŜ ǘƻ ŎƭƛƳō ŀƴŘκƻǊ ǳǎŜ ŜǉǳƛǇƳŜƴǘ ǘƻ ŀŎŎŜǎǎ ǾŀǊƛƻǳǎ ŀǊŜŀǎ ƻŦ ǘƘŜ ǘǳƴƴŜƭΦ  

ω .Ŝ ŀōƭŜ ǘƻ ǳǎŜ ŜǉǳƛǇƳŜƴǘ ƻǊ ŀǇǇƭȅ ŀǇǇǊƻǇǊƛŀǘŜ ǘŜǎǘ ƳŜǘƘƻŘǎΦ  

ω .Ŝ ŀōƭŜ ǘƻ ǇǊƛƴǘ ƭŜƎƛōƭȅ ŀƴŘ ŘǊŀǿ ŀŎŎǳǊŀǘŜ ǎƪŜǘŎƘŜǎΦ  

ω .Ŝ able to read and interpret drawings.  

ω .Ŝ ŀōƭŜ ǘƻ ǳǎŜ ŀǇǇǊƻǇǊƛŀǘŜ ǘŜŎƘƴƻƭƻƎȅ ŀs required for data collection. 

2.2.4 - Inspection Procedures for Highway Tunnels 

Qualified tunnel inspectors should conduct tunnel inspections and when needed, use assistance from 

qualified inspectors in other disciplines to complete the inspection tasks. The inspectors should be 

equipped with appropriate gear, e.g. hard hat, steel toe boots, and safety vests and other necessary 

equipment to access the tunnel elements. The inspectors should understand how defects impact the 

function and capacity of tunnel systems. They also should be able to recognize the common deficiencies 

that impact the structural, civil, and functional systems. The observations and measurements used to carry 

out the inspection should provide information on the overall safety and reliability of the NTI database 

regarding structural (elements, miscellaneous elements, and materials), civil, and functional systems.  

Visual inspection is the first and the most important method. Once a defect or its indicator is observed, 

e.g. a crack or rust stain, other tests should be utilized to estimate size or confirm presence of the defect. 

General inspection techniques are discussed in the next chapters 3 and 4 for common structural materials 

and elements. 
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CHAPTER  3. STRUCTURAL MATERIALS   

3.1- Introduction  

Typical structural materials observed in tunnel elements are comprised of steel, concrete, timber, and 

masonry. In some cases, the natural rock formation provides the stability for the clearance through the 

tunnel. 

3.2- Structural Materials 

Structural elements such as steel, concrete, timber, and masonry and their defects are discussed below. 

3.2.1 - Steel Structures  

Steel structures are affected by corrosion, cracks, buckles and kinks. Other defects may also be present 

such as leaks and protective system failures. Inspectors should be concerned with any crack in the steel 

member as serious. It should be reported right away and evaluated by an engineer. Look for cracks 

radiating from holes, cuts, notches, and welds. The inspectors also should be concerned with corrosion 

and pitting in the steel member as the end result. The inspectors should look for any buckles and kinks 

which can be attributed to damage from collision, fire, or soil interaction. Steel is impermeable; however, 

leaks can occur where water is able to penetrate through joints, cracks, or holes in the steel. The joints, 

joint seals, gasket materials, and welds should be checked to determine if they are defective.  

Steel used nowadays is often protected by paint, galvanizing, or weatherized. Paint systems fail by peeling, 

cracking, corrosion pimples, and excessive chalking. Galvanizing is done typically by applying molten zinc 

to form a tightly bonded alloy coating. Flaking and chipping are common defects. 

3.2.2 - Concrete Structures  

Some common concrete defects include scaling, cracking, delamination, spalling, pop-outs, mud balls, 

efflorescence, staining, honeycombing, and leakage. 

Å Scaling is gradual and continual loss of mortar and aggregate of a finished surface of hardened 

concrete. The scaling is considered light when the coarse aggregate below the surface is not 

exposed; however, the scaling is considered severe when the coarse aggregate is clearly exposed.  

Å A crack is a linear fracture in the concrete. Cracks can occur due to poor curing (non-structural 

shrinkage cracks), settling, or over loads (structural cracks). Cracks may extend partially or 

completely through the concrete member. The direction of the crack relative to axis of structure 

should be observed and measured. The location, width, length, depth, and the spacing between 

cracks should be measured and recorded. Based on various observations and measurements, the 

cracks can be classified. The common types of cracks found in tunnels include longitudinal, 

transverse, vertical, diagonal, pattern/map, D-cracks and random cracks. As the concrete hardens, 

water and air that is trapped below the surface can develop into subsurface voids or delamination. 

These types of voids eventually lead to concrete spalling.  
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Å Delamination is one area of the concrete surface that produces a hollow sound when struck by a 

hammer. Determine the extent of these areas and document them.   

Å Spalling is the detachment of hardened concrete fragments that leave shallow, roughly circular or 

oval shaped depression in the concrete surface. Spall can also develop as an elongated depression 

along an expansion, contraction, or construction joint. Steel reinforcement may also be exposed 

where the spalling is severe. The inspector should record the location, width, length, and depth of 

the spalled area and note any exposed reinforcing.  

Å Pop-outs are conical fragments that break out at the surface of the concrete and leave a small 

hole. A shattered aggregate particle will often be found at the bottom of this hole adhering to the 

small end of the pop-out cone. Pop-outs should be noted for size, depth, location, etc. 

Å Mud balls are small holes that are created in the surface by the dissolution of clay balls or soft 

shale particles that were introduced into the concrete mix. Mud balls should be noted for size, 

depth, location, etc.  

Å Efflorescence is a deposit of water-soluble calcium hydroxide that forms on the concrete surface. 

It is usually white and emerges from the concrete as solution materials crystallize as salts. 

Efflorescence may also occur because of contaminates in the ground water or de-icing salts. Salt 

crystal stalactites can form on tunnel ceilings from severe efflorescence.  

Å Staining is a discoloration of the concrete surface due to emergence of water containing dissolved 

materials through cracks after water evaporates. Although staining can be of any color, brown 

staining usually signifies that corrosion is occurring in the underlying steel reinforcing.  

Å Honeycombing occurs in concrete when the mortar does not completely fill the voids between 

coarse aggregate particles.  

Å Leakage occurs in regions of the concrete surface where water has penetrated through cracks, 

joints, or other imperfections in the concrete. It is important to note the temperature when 

checking for leaks. The full effect of leakage might not be known when temperatures are below 

freezing since ice can mask the effects of leaks. The portions of the concrete structure that are 

below the water table should be carefully checked at joints for leaks. 

3.2.3 - Timber Structures  

Some common timber defects include decay by fungi / insects, checks /splits, and fires. 

ü Decay by fungi is the primary cause of timber deterioration. It is produced by living fungi that feed 

on the cell walls of timber. Molds, stains, soft rot (least severe), and brown or white rot (most 

severe) are common types of fungi that cause decay in timber materials. With heavy decay, timber 

may become discolored and soft, and section loss may occur. The amount of decay and section 

loss should always be noted in the inspection report.  



10 

 

ü Decay by wood eating insects: Termites and carpenter ants are common types of insects that can 

cause timber deterioration. The presence of insect infestation should be noted in the inspection 

records and the type of insect should be recorded if known. An insect may be placed into a 

container or a picture taken for later identification. Saw dust or powdered dust on or around the 

timber members could indicate the presence of wood eating insects, and this dust should be 

noted. Photographs of the insect mounds may be used to document the extent of damage.  

ü Checks are cracks in timber, which extend partially through the timber member; the percentage of 

penetration through the members should be identified with checks. Checks result from shrinkage 

after drying or from seasoning of the timber and should be noted in the inspection report. 

ü Splits are cracks that extend completely through the member. Splits result from shrinkage after 

drying or from seasoning of the timber and should be noted in the inspection report.  

ü Fires can blacken and char timber and cause appreciable section loss. Fire damage is easily 

evaluated on most timber structures, but it can be a time consuming process. The best way to 

ascertain the extent of damage is to chip away at the charred remains in several locations and 

then measure the section remaining in the undamaged timber. The greatest section loss often 

occurs where two or more members have been fastened together.   

A hollow area usually indicates either advanced decay in the interior of a timber or the presence of wood 

eating insects. Hollow areas should be noted in the inspection report to show the size, location, and extent 

of damage in the area hollowed. Leaks occur in timber where water is penetrating through a joint, check, 

split, or some other defect in the timber such as a knot. 

3.2.4 - Masonry Structures  

The individual stones, bricks, or blocks of masonry structures should be checked for displaced, cracked, 

broken, crushed, or missing units. Some types of masonry surfaces are susceptible to deterioration or 

weathering. The mortar should be checked to ensure that it is effectively bonded to the masonry unit at 

the joint. It is particularly important to note cracked, deteriorated, or missing mortar. Masonry arches are 

primarily used in compression applications; flattened curvature, bulges in walls, or other shape 

deformations may indicate unstable conditions with tension cracks. The vertical and horizontal alignment 

of the masonry should be checked visually. Plumb bobs and lasers may be useful tools for assessing these 

conditions. Leaks often occur in regions of the masonry where water penetrates through joints, cracks, or 

other imperfection. Efflorescence accumulations might help locate areas with active leaks. 
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CHAPTER  4. STRUCTURAL ELEMENTS   

4.1 ς Introduction 

Structural elements for tunnel s include liners, segmental rings, roof girders, columns and piles, cross 

passageways, interior walls, portals, ceiling slabs, ceiling girders, hangers and anchorages, ceiling panels, 

invert slabs, slabs on grade, invert girders, joints, and gaskets. Each element may provide support for one 

or more function. 

4.2 - Structural Elements 

Structural elements for tunnel s and their functions are discussed below.  

 

4.2.1 - Liners  

The tunnel liner supports the ground around the tunnel and restricts groundwater infiltration into the 

tunnel. Many tunnels have a two-pass liner system consisting of an initial liner (or temporary support) and 

a final liner (or permanent support). Initial support is typically provided by shotcrete and rock bolts, ribs 

and lagging, and slurry walls. The final liner is usually made of either cast-in-place concrete liners or bolted 

and assembled precast concrete segments. 
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4.2.1.1 - Steel Liners  

Structural steel is not typically used as a final liner material due to its relatively high cost, fabrication 

requirements, and susceptibility to corrosion. Many rock tunnels in mountains have exposed steel liner 

plate above the spring-line to prevent rocks from falling onto the roadway. Older tunnels in soft ground, 

hard rock, or under water may have incorporated steel components as part of their initial support. 

Common temporary liner components include liner plates, steel ribs, columns, beam, and prefabricated 

shell elements. Many of these steel elements were not designed to be part of the permanent structural 

load-carrying component of the tunnel and were not sufficiently protected against corrosion. Typically, the 

temporary steel elements were covered or encased in concrete final liners. If structural steel components 

have been incorporated into the tunnel liner, then these steel elements should be inspected as structural 

steel materials. 

4.2.1.2 - Concrete Liners 

Concrete Liners and Shotcrete ς Precast concrete liners and cast-in-place concrete liner make up the bulk 

of all permanent final lining systems installed in highway tunnels. Because of its availability, ease-of-use, 

durability, and relatively low cost, concrete liners have been installed in all types of tunnel projects. 

Shotcrete, also referred to as pneumatically sprayed concrete, is commonly used for temporary support 

and as final liners in lightly loaded structures such as a rock tunnel that supports only the loose rock that 

could fall onto the roadway. Concrete liners should be inspected using the methods previously described 

for structural concrete materials. Many concrete tunnel liners are covered by an architectural finish such 

as ceramic tiles or metal panels. When inspecting these surfaces, it is recommended that the inspector 

sound the finish surface. This should be done at multiple locations throughout the tunnel, and it should be 

done near known defects or when defects are suspected to determine the limits of the defective areas. 

Visually inspect cracks for moisture, leakage, corrosion, staining, and efflorescence. Record the amount of 

active leakage in number of drips per minute or estimate the continuous rate of flow.  

4.2.1.3 - Timber Liners  

Timber liners have been installed in some mountain tunnels to prevent loose rock from falling onto the 

roadway. The timber liner may be composed of roof or ceiling sections with or without wall elements. 

Timber liners should be inspected using the methods previously described under structural timber 

materials. 

4.2.1.4 - Masonry Liners  

Masonry tunnel liners have not seen much use for highway tunnels since this method was largely 

supplanted by concrete technology that came into existence before many highway tunnels were built. 

Nevertheless, masonry structures are quite common at tunnel portals and other ancillary buildings. 

Masonry materials should be inspected using the methods previously described under structural masonry 

materials.  
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4.2.1.5 - Unlined Tunnels in Hard Rock  

Tunnels may be unlined in some hard rock applications; however, these tunnels typically need reinforcing 

to prevent loose rock from falling into the roadway. Rock bolts and dowels are often used for this purpose. 

Support from timbers, steel plates, or shotcrete may also be used in limited areas of unlined tunnels to 

prevent rocks from falling onto the roadway. Unlined tunnels are self-supported by the competent rock. A 

qualified geologist or geotechnical engineer should assist the inspection team when inspecting self-

supported tunnels in rock. Identify the deficiencies in the rock mass that could potentially pose safety and 

stability problems or nuisance issues for maintenance of traffic. The cross-sectional shape of the tunnel 

should be monitored for potential changes by taking measurements at predetermined intervals 

(approximately 200 ft. intervals). The distances between the spring line and vertical sidewalls should also 

be measured at specific points; the locations should be permanently marked. 

4.2.1.6 - Segmental Rings  

When inspecting precast concrete tunnel segments, the concrete should be inspected using the 

techniques previously discussed. The joints of the precast concrete liners should be inspected for cracks 

and leaks. Joint hardware such as end plates, bolts, and gaskets should also be inspected for each segment 

for discoloration due to moisture and humidity conditions in the tunnel. This condition does not 

downgrade the structural capacity of the bolt. Particular attention should always be given to bolts in 

regions of water leaks to check for loss of section. If losses in the section are observed, then this should be 

noted in the inspection report. The cross-sectional shape should be compared against the shape shown in 

the drawings to evaluate possible changes in cross section. 

4.2.2 - Roof Girders  

A roof girder is the main horizontal support for a flat tunnel roof. The roof girders support the tunnel roof 

and the loads from the backfill, surcharge, and traffic above. Girders are used to support a deck system, 

and these girders can be steel or concrete. Inspect these elements using the methods previously described 

for structural concrete or steel materials. 

 

Roof 

Girder 
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4.2.3 - Columns and Piles  

Columns and piles are vertical load bearing elements that are usually comprised of concrete or steel 

components. Piles are embedded into the ground. Columns are free standing members located above the 

ground level. Lateral bracing may be incorporated to stiffen the columns. A typical set of columns may 

have a bent cap. Inspect these elements using the methods previously described for structural steel and 

concrete materials. 

 

4.2.4 - Emergency Corridors  

Emergency corridors provide a means of escape from the tunnel. Parallel tunnels may be linked by cross 

passageways. In emergencies evacuees can move to safety through a cross passage and escape through an 

adjacent tunnel. Therefore, these evacuation passageways should not be cluttered with objects or debris, 

and doors should be operable. These areas should ideally be slightly pressurized to maintain positive air 

flow to prevent smoke from entering the escape route, which helps to maintain a tenable environment for 

evacuees and emergency responders. The inspector should check for cracks, delamination, and spalls in 

the concrete walls, ceilings, and floors. Check for leaks. Look for build-up of maintenance debris in the 

rooms. Examine the utilities, lights, and electrical conduit, and any safety systems for deterioration. If the 

passageway is pressurized, an operational check of this system is required. Miscellaneous structural 

checks should be performed on all of the structural connections, doors, windows, frames, roofs, floors, 

curbs and walkways, staircases, brackets and supports, and structural finishes. 

4.2.5 - Interior Walls  

The tunnel liner is in contact with the ground; whereas, interior walls are not. Interior walls are usually 

constructed using concrete materials. These walls separate opposing traffic, the travel way from the 

ventilation plenum, or the travel way from the emergency egress corridor. Written procedures should 

address the unique identification of interior walls and the survey control processes for reporting 

Concrete Soffit & 

Columns 
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inspection findings. Concrete walls should be inspected using the methods previously described under 

structural concrete materials. Concrete walls should be inspected using a hammer to sound the substrate 

concrete or a rubber mallet to tap on the tile finish at random locations and at areas adjacent to defects. 

When hollow sounding areas are detected, the limits of these areas should be defined. Mark out these 

areas using keel or paint. Note the size, maximum depth, and location of the spalls; and note any exposed 

reinforcing steel. Check and document the percentage of section loss, if present, at exposed reinforcing 

steel. Document the length, width, depth, and location of cracks. Visually inspect for moisture, leakage, 

corrosion, staining, and efflorescence. Note any cracks with moisture penetration or corrosion staining. 

Record the amount of active leakage in number of drips per minute or measure the flow rate. 

Architectural Finishes ς Many concrete tunnel walls are not visible because they are covered by 

architectural finishes such as ceramic tiles or metal panels. Tile walls should be checked for cracked, 

delaminated, or missing tiles that could indicate defects in the underlying substrate concrete. Missing tiles 

may be the result of moisture and water penetration through the concrete substrate. Check the exposed 

substrate concrete for cracks, delamination, and spalls. Look for spalled concrete behind missing tiles and 

at construction joints between wall segments where reinforcement steel may be exposed. The degree of 

surface deterioration and condition of anchor bolts should be checked on metal panels. Note all 

conditions described above in the inspection report. 

4.2.6 - Portals  

Tunnel portals are located at the entrances and exits of the tunnel. When inspecting the portal facades, it 

is important to consider the condition of the elements that are above the roadway since spalls or falling 

objects from above could impact the safety of tunnel users. It is also important to document the condition 

of material outside and above the portals, especially if there are concerns for landslides. A landslide could 

easily damage the portal façade or portal buildings. A qualified geotechnical engineer or geologist should 

assist the inspection team when evaluating the potential for landslides. Inspect the walls, ceilings and 

floors of the portal building for cracks, delamination, and spalls using the methods described for the 

appropriate structural material. Use a hammer to sound the walls at random locations and around 

defects. Look for build-up of debris in the rooms. Examine the utilities, lights, and electrical conduit within 

the rooms for deterioration. Miscellaneous structural checks should be performed on all of the structural 

connections, doors, windows, frames, roofs, floors, staircases, brackets and supports, and structural 

finishes within the portal buildings and auxiliary structures. Implement miscellaneous structural checks as 

appropriate. 



16 

 

 

4.2.7 - Tunnel Ceiling Structures  

Tunnel ceiling structures consist of slabs or panels that are supported by girders or hangers and 

anchorages. Many tunnels were installed with ceilings above the roadway to create space for ventilation. 

This space, commonly referred to as the upper plenum, is used to either exhaust or supply air to the 

tunnel. Sometimes the upper plenum also contains utilities. The configuration of the upper plenum 

depends on the shape of the tunnel. For example, a circular tunnel will have roughly a half moon shape, 

while a box tunnel will have a box-shaped plenum. The inspector should ensure that all air distribution 

diffusers, registers, and passages are in good condition and free of debris accumulation. The structural 

elements of tunnel ceilings include either reinforced concrete ceiling slabs or precast concrete ceiling 

panels that are supported by either girders or hangers and anchorages. These structural support systems 

carry loads from their own weight, ventilation pressures, live loads from personnel, wind pressure from 

trucks, and earthquakes. Many ceiling structures are relatively heavy, providing stability when large trucks 
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pass through the tunnel and create air pressure waves between the truck and the ceiling. Because the 

ceilings are located directly above the roadway, the potential exists for these objects to fall onto the 

roadway below. When inspecting ceiling structures, it is critical to carefully and thoroughly examine each 

component of the ceiling support system to ensure that the ceiling loads are being transferred into the 

support members as intended. It is advised that detailed written inspection and maintenance procedures 

be fully developed and completely implemented when tunnels have heavy ceilings elements installed over 

traffic. Prior to conducting an inspection of ceiling elements, the inspector should review all pertinent 

drawings and procedures. 

Hangers and Anchorages ς If the ceiling structure is supported with hangers and anchorage held by 

ŀŘƘŜǎƛǾŜ ŜǇƻȄȅ ŀƴŎƘƻǊǎΣ ǘƘŜƴ ǘƘŜǎŜ ŀƴŎƘƻǊŀƎŜǎ ǎƘƻǳƭŘ ōŜ ǊŜǇŀƛǊŜŘ ƛƴ ŀŎŎƻǊŘŀƴŎŜ ǿƛǘƘ CI²!Ωǎ ¢ŜŎƘƴƛŎŀƭ 

Advisory ς Use and Inspection of Adhesive Anchors in Federal-Aid Projects. The inspector should refer to 

FHWA Technical Advisory T 5140.30, which superseded T 5140.26. A copy of this document is found at the 

link below:  

http://www.fhwa.dot.gov/bridge/t514030.cfm  

If anchors have pulled out or are loosening, the tunnel owner (mainly ADOT) should be immediately 

notified since this poses a significant safety concern. Remedial action may be necessary such as installing 

new supports that incorporate mechanical anchorages with the hanger rods, or a similar system that does 

not rely on epoxy in sustained tension. Exposed steel support system elements should be inspected for 

corrosion and section loss as well as for missing bolts at the connection points for the support beams or 

the hangers and anchorages. Document the locations of missing bolts, deteriorated beams, or hangers. 

Verify that the hanger connections are intact; and ensure that there is no vertical displacement in any of 

the embedded supports or exposed anchors. Visually inspect the hangers to determine if they are bowed. 

A bowed hanger possibly indicates that the ceiling slab was pushed up from either vehicle impact, air 

pressure, or other means. One method to veriŦȅ ƘŀƴƎŜǊǎ ŀǊŜ ƛƴ ǘŜƴǎƛƻƴ ƛǎ ōȅ άǊƛƴƎƛƴƎέ ŜŀŎƘ ƘŀƴƎŜǊΦ wƛƴƎƛƴƎ 

ŀ ƘŀƴƎŜǊ ƛǎ ŘƻƴŜ ōȅ ƭƛƎƘǘƭȅ ǎǘǊƛƪƛƴƎ ƛǘ ǿƛǘƘ ŀ ƳŀǎƻƴΩǎ ƘŀƳƳŜǊΦ ! ƘŀƴƎŜǊ ƛƴ ǘŜƴǎƛƻƴ ǿƛƭƭ ǾƛōǊŀǘŜ ƻǊ ǊƛƴƎ ƭƛƪŜ ŀ 

bell after being struck; while a hanger that is not loaded in tension because of a loose connection or other 

defect, will not ring. Rather, a dull thud will be heard. If the hanger does not ring, inspect the hanger 

carefully and verify that the ceiling system is structurally sound. 

Tunnel Roof ς If the tunnel has a ceiling support structure with hangers attached to the roof, check the 

connection locations of these supports at both ends (tunnel roof and ceiling slab or panel) for cracks, 

delamination, and spalls. Check the roof area in the vicinity of the hangers for cracks in the concrete, 

delaminated concrete, and spalls to verify solid embedment. Use a hammer to sound random areas and 

areas suspected of concrete defects adjacent to the hangers.  

Ceiling Girder ς A ceiling girder is the main horizontal support for the ceiling panels or slabs. These 

structural elements are used in place of hangers and anchorages. Ceiling girders use various structural 

shapes. They are usually steel or concrete and should be inspected using the methods previously 

described for structural concrete and steel materials.  

http://www.fhwa.dot.gov/bridge/t514030.cfm


18 

 

Ceiling Slabs and Panels ς Slabs are cast-in-place concrete elements, whereas, panels are precast concrete 

elements. Both serve the same function in the ceiling system. The topside and underside of the ceiling 

should be inspected. Note the location of any cracked or deteriorated ceiling panels. Document the 

length, width and locations of cracks in the ceiling slab. Visually inspect for spalling. Note the size, 

maximum depth, location and any exposed reinforcing steel details at the locations of the spalls. Note the 

locations of cracks; look for moisture penetration and corrosion staining. At random locations and 

adjacent to all defects, a hammer should be used to sound the substrate concrete or a rubber mallet to 

tap the tile finish. The top side of the ceiling panels and the ceiling support system are often examined 

from within the upper plenum. Check the top side of the ceiling panels for cracks, corrosion stains, 

efflorescence, spalls, disintegrated concrete and evidence of moisture. Observe for displaced seals 

between the panels. Examine the ceiling support system for corrosion and section loss as well as missing 

bolts. At the bottom face of the ceiling panels, inspect concrete surfaces using the methods previously 

described for structural concrete. Focus on the inspection techniques for scaling, cracks, delamination, 

and spalling. Check for exposed reinforcing steel at any spalls and document the section loss. Visually 

inspect for moisture and corrosion staining at cracks; and note efflorescence at crack locations. 

An architectural finish may be placed on the underside of the ceiling slabs or panels in some cases. If 

ceramic tiles, concrete-filled metal pans, or steel composite metal pans make up the underside finish, 

their condition is evaluated more rigorously than on the walls, since delaminated tiles can fall onto the 

roadway. Check the ceramic tile finish for cracked, delaminated or missing tiles, which could indicate 

defects in the substrate concrete. Examine any exposed substrate concrete for cracks, delamination, and 

spalls. 

4.2.8 - Tunnel Invert Structures  

Slabs, Girders, and Slabs on Grade Tunnel invert structures consist of slabs that are supported by girders 

or on grade. When the roadway is a structurally supported slab, then the space below the supported 

roadway is used for ventilation and drainage. The supported invert slab acts like a bridge deck that carries 

traffic loads. When inspecting invert structures, the size and location of the defects should be 

documented. Check the concrete for cracks, delamination, and spalls; use a hammer to sound random 

areas of the invert for delaminated concrete and sound areas around cracks and spalls. Record the sizes 

and maximum depth of the spalls. Note any section loss for exposed reinforcing steel. If severe spalling is 

present, a sketch should be prepared to show the extent and location of the spalling. Note exposed 

reinforcing steel in the spalls and record any section loss. Cores may be needed to determine the chloride 

ion content prior to making recommendations for repair or replacement. Document the length, width, and 

location of all cracks and delamination. Check for signs of moisture penetration. Note all corrosion 

staining, dampness, map cracking, and efflorescence. Document the severity and locations of all other 

defects. Provide percentages of total invert area for map cracking, moisture penetration, efflorescence, 

and delamination. Check for excess debris accumulation resulting in standing water, and confirm that the 

lower plenum is draining into the sumps. Invert Slab ς Inspect the topside and underside of the slab. The 

topside of the slab might be obscured by the wearing surface; nondestructive testing can supplement the 

inspection process. The tight space below the slab could also preclude direct inspection from below the 
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slab in the lower plenum; and robotic video inspection techniques can be used for inspecting tight spaces 

like these. Examine the concrete slabs for cracks, delamination, and spalls. Use a hammer to sound 

random areas of concrete for delamination, and sound the concrete adjacent to cracks and spalls. Note 

exposed reinforcing steel in the spalls and record any section loss. Check for signs of moisture penetration 

through the concrete. Also note corrosion staining, dampness, and efflorescence. Document the amount 

of active leakage in number of drips per minute or measure flow rate. Check for areas of potential 

localized failure due to punching shear at large spall locations and where large potholes occur. Invert 

Girder ς An invert girder refers to the main horizontal support for the slabs. These steel or concrete 

girders should be inspected using the methods previously described for structural concrete and steel 

materials.  

 

4.2.9 - Joints and Gaskets 

Joints are integral to many structural elements and are used to simplify construction or accommodate 

strains from thermal movements. Joints are typically sealed or have gaskets to keep out water. Joints ς 

Examine joints for deterioration, efflorescence and moisture penetration. Check for joints at the 

transitions between segments, at the connections to ancillary buildings, and at auxiliary structures. Check 

the concrete around the joint for cracks, spalls and delamination. Use a hammer to sound the concrete 

adjacent to the joint. Check the position and condition of the joint material. Check the condition of 

sealants between precast panel members. Closely examine the alignment and check for any signs of 

differential settlement, which can lead to other serious defects. Document the locations and severity of 

moisture penetration or joint deterioration. Gaskets ς There are many types of gaskets such as lead, 
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mastic, or rubber. Gasket materials can become dislodged from the joint due to water infiltrating though 

the joint, loosening of fastening bolts, etc. Gaskets can also fail due to chemical or biological deterioration 

of the material. Structural movements of the liner can also tear or otherwise distort the gasket and cause 

it to leak. Differential settlement often leads to other defects. Extra time should be spent investigating 

transition areas such as where the tunnel support conditions change at connections to buildings. The 

location of these areas should be evident from existing as-built drawings. Note all gasket deficiencies 

including the length, width and locations of cracks, loose or broken fasteners, or leaks of any kind.  

4.2.10 - Miscellaneous Structural Elements 

Miscellaneous structural elements that are not inventoried but should be inspected periodically to 

maintain safety include structural connections, doors, windows, frames, staircases, roofs, floors, brackets 

and supports, machinery pedestals, and structural finishes. These items should be included in the written 

inspection procedures developed by the tunnel owner.  

4.2.10.1- Structural Connections 

The connection bolts, rivets, and welds should be carefully checked. Bolts on precast concrete, steel, and 

cast iron liners may be discolored due to moisture and humidity conditions in the tunnel; however, the 

discoloration usually does not reduce the structural capacity of the bolt. Particular attention should be 

given to bolts in regions where leakage occurs as section loss might result. A bolt can be rung with a 

ƘŀƳƳŜǊ ǘƻ ŘŜǘŜǊƳƛƴŜ ƛŦ ƛǘΩǎ ǘƛƎƘǘΣ ōǳǘ ƛǘΩǎ ǇǊŜŦŜǊŀōƭŜ ǘƻ ǳǎŜ a wrench. Section loss and missing or loose 

bolts should be noted in the inspection report. Observe the condition of welds for cracks and tears. Dye 

penetrant inspection may be helpful for detecting cracks. Coatings may protect welds from corrosion.  

4.2.10.2 - Doors  

During the inspection, all of the doors and windows encountered should be opened and closed to verify 

their operability. Some door components may be deteriorated, stuck, or inoperable. The door hardware 

should be checked to ensure that the latches sufficiently engage the door frame and that the door can be 

closed securely. The door and the frame might have corrosion, delamination, or section loss. Security 

sensors should also be checked to be sure they are operational.  

4.2.10.3 - Windows and Frames 

Steel window frames may be corroded, deteriorated, or experience section loss. Some of these may be 

stuck or inoperable. When concrete window frames are inspected, check for cracks, delamination, and 

spalls in the concrete material. The condition of protective coatings should also be documented. Stairs ς 

Stairs are typically built with either reinforced concrete or steel. Reinforced concrete stairs sometimes 

have steel tread plates incorporated in the concrete. Inspect the rails, posts, and railing anchorages for 

missing or broken sections, damage and deterioration, cracks or corrosion, and section loss. Inspect for 

cracked welds at the connections and for loose or missing bolts. Document the severity and location of 

any defects.  
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4.2.10.4 - Staircases 

Inspectors should check stairs and ladders for loss of the steps and supports. In addition, inspectors should 

make note of any separated or missing plates and connections. 

 

4.2.10.4.1 - Concrete Staircases 

Inspectors should check concrete stairs for cracks, delamination, and spalls. Note exposed reinforcing steel 

in the spalls and record any observed section loss in the reinforcing steel. Check for signs of moisture 

penetration, corrosion staining, dampness, and efflorescence. Use a hammer to sound random areas of 

the stairs and check for delaminated concrete. Also sound areas adjacent to defects such as cracks and 

spalls. Document the length, width and location of all cracks and delamination. Record the area, maximum 

depth and location of all spalls along with the condition of exposed reinforcing steel. Document the 

severity and locations of all other defects including moisture penetration, efflorescence, and corrosion 

staining. Examine the steel tread plates, if present, for adjacent spalls and looseness. Use a rubber mallet 

to tap the tread plates and make note of any separated or missing plates.  

4.2.10.4.2 - Steel Staircases 

Inspectors should check steel stairs and ladders for corrosion and section loss of the steps and supports. 

Examine for crevice corrosion between plates of the stairs. Document the severity and location of 

corrosion and section loss found. Note the length, location, and distance of spread of all crevice corrosion.  

4.2.10.5 - Roof 

Check the roof of any Ancillary Buildings or Auxiliary Structures for any deterioration which would allow 

water to penetrate through the roof into the building. Check that the water drainage system is functioning 

properly and not clogged with debris. Check the drains in the roof and the overflow scuppers in the 

barriers for debris accumulation. Inspect the barriers around the perimeter of the roof for deterioration. If 

present, examine expansion joints in the roof for debris accumulation and deterioration of the joint 

material. Look at the exterior surface of the exhaust stacks for any defects or deteriorated materials. Note 

the location and severity of any defects on the roof. Document any locations of water penetration. Record 

the condition of the roof coating material and the drainage system.  

4.2.10.6 - Floors  

Check concrete floors for cracks, delamination, and spalls. Note exposed reinforcing steel in the spalled 

areas and record any section loss. Check for signs of moisture penetration, corrosion staining, dampness, 

map cracking, and efflorescence. Use a hammer to sound random areas of the floor and check for 

delaminated concrete. Also sound areas adjacent to defects to define the extent of the area. Examine the 

floors for evidence of distortion and settlement. Document the length, width, depth, and location of all 

cracks and delamination. Record the area, maximum depth and location of all spalls along with the 
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condition of exposed reinforcing steel. Document the severity and locations of all other defects including 

moisture penetration, efflorescence, corrosion staining, and settlement.  

4.2.10.7 - Brackets and Supports 

Brackets and supports are structural elements that are mounted against the ceiling or walls. They are used 

to support longitudinal ventilation fans, CCTV cameras, ITS signs, traffic signs, over-height detection signs, 

lighting supports, conduit supports, and fan or motor supports. Check for corrosion, dissimilar metals, 

cracks, buckles, and kinks. Dissimilar metals may promote corrosion at accelerated rates when not 

sufficiently insulated from stray electrical currents. Particular attention should be given to bolts in regions 

ǿƘŜǊŜ ƭŜŀƪŀƎŜ ƻŎŎǳǊǎ ǘƻ ŜǾŀƭǳŀǘŜ ŀƴȅ ǎŜŎǘƛƻƴ ƭƻǎǎΦ ! ōƻƭǘ Ŏŀƴ ōŜ ǊǳƴƎ ǿƛǘƘ ŀ ƘŀƳƳŜǊΣ ōǳǘ ƛǘΩǎ ǇǊŜŦŜǊŀōƭŜ 

to use a wrench for checking the tightness. Observe the condition of welds for cracks and tears. Dye 

penetrant inspection may be helpful for detecting cracks.  

4.2.10.8 - Machinery Pedestals 

Check concrete pedestals for cracks, delamination, and spalls. Use a hammer to sound random areas of 

the pedestals to check for delaminated concrete, also sound areas adjacent to defects. Examine the floors 

for signs of settlement. Note exposed reinforcing steel in the spalls and record any section loss. Check for 

signs of moisture penetration, corrosion staining, dampness, map cracking, and efflorescence. Document 

the length, width, and location of all cracks and delamination. Record the area, maximum depth, and 

location of all spalls along with the condition of exposed reinforcing steel. Document the severity and 

locations of all other defects including moisture penetration, efflorescence, and corrosion staining.  

4.2.10.9 - Structural Finishes  

Tiles should be checked to determine whether they pose a hazard to passing motorists since loose tiles 

can fall into the roadway. A good technique for inspecting tiles is to tap firmly on a select number of tiles 

in multiple locations using a rubber mallet. A scraper may facilitate removal or checking loose tiles. 

 

4.3 - Civil Elements 

The civil elements included in the NTI database are roadway wearing surfaces, traffic barriers, and 

pedestrian railings. The SNTI defines condition states for invert wearing surface, traffic barriers, and 

pedestrian railing systems. Although the drainage systems are discussed under mechanical systems and 

pumps, but the drainage itself, less pumps, will be discussed under Civil Elements. Miscellaneous civil 

elements are not contained in the NTI database but should be inspected periodically to maintain safety.  

4.3.1 - Wearing surfaces  

Tunnel roadways have either bituminous or concrete wearing surfaces on the structural invert. When 

inspecting the wearing surface, examine the skid resistance of the surface, look for grooving or rutting in 

the wearing surface. A glossy or shiny surface or exposed polished aggregate may be indicators of wear. 
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Check that water properly drains from these surfaces. When wearing surfaces are not properly drained, 

they can wear prematurely and develop holes and present safety hazards to motorists. The roadway 

surfaces on tunnel ramps can also be impacted by high groundwater levels. Concrete ς Concrete wearing 

surfaces should be checked for potholes, cracking, scaling, and delamination. Look for exposed reinforcing 

steel. For spalls, document the size, maximum depth, and location. Also, document any exposed 

reinforcing steel, and identify section loss. Use a hammer to sound random locations of the concrete 

wearing surface and areas adjacent to cracks, delamination, and construction or expansion joints. 

Document the areas and locations of delaminated concrete. Areas of delaminated concrete may spall and 

present hazards to traffic. Provide an estimate of total crack length as well as the average length, width, 

location, and spacing. 

Asphalt ς Asphalt wearing surfaces should be checked for cracking, wheel path rutting, surface 

irregularities, and potholes. Use a hammer to sound random locations of the wearing surface. Note any 

dull thuds, which could be indicators of future potholes. Also, investigate whether the pavement is drying 

out, and verify a good seal between the wearing surface and the curbs.  

4.3.2 - Traffic Barriers 

At roadway level the tunnel walls are typically protected from errant vehicles by concrete curbs and 

barriers. These barriers are usually concrete; however, their vertical surface may be covered with ceramic 

tiles. A concrete safety walkway is usually provided in the tunnel bore. Document the length, width, and 

location of all cracks and delamination. Record the area, maximum depth, and location of all spalls along 

with the condition of the reinforcing steel if it is exposed. Document the severity and locations of all other 

defects including moisture penetration, efflorescence, and corrosion staining.  

4.3.3 - Pedestrian Railings  

Pedestrian railings are common where raised sidewalks are used. These are commonly constructed of 

tubular steel, stainless steel, or aluminum with posts spaced along the walkway to support the lateral 

railing, and it can be produced using pipe, W-beam, or other shapes. The railing members can be coated 

with a structural finish such as paint or galvanized metal. Railings are a safety measure to prevent 

personnel on top of the walkway from falling into vehicles in the adjacent traveled lane. All aspects of the 

railings should be inspected and deficiencies noted. During inspection, check the rails, posts and 

anchorages. Examine the railing for vertical and horizontal misalignment, missing or broken sections, 

impact damage and deterioration such as cracks or corrosion with section loss. Inspect for cracked welds 

at the connections and loose or missing bolts. Section loss can be found most commonly in the base of the 

posts and the anchor bolts, especially if debris accumulation is present. Evaluate the condition of the paint 

or galvanizing. Document the location and severity of any defects.  
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4.4 - Miscellaneous Civil items  

Although these items are not specifically reported to the FHWA, it is good practice to perform 

miscellaneous civil checks on all curbs and sidewalks in the tunnel, ancillary buildings, or ancillary 

structures. These items should be included in the written inspection procedures. Curbs and Safety 

Walkways ς Curbs and safety walkways protect the tunnel operation and maintenance staff and users who 

need to evacuate during emergency conditions.  

Curbs ς Curbs are typically constructed of concrete. Check the curbs for proper alignment. Improper 

alignment or a protruding curb section can become a safety hazard for vehicles. Visually examine these 

elements for any buildup of dirt or debris that may reduce their effectiveness to transport the surface 

runoff into the drainage system. Examine the curbs for cracks and spalls. Check spalled areas for exposed 

reinforcing steel and document any section loss in the steel. Walkways ς The inspector should look for 

cracks, scaling, delamination, spalls, tripping hazards, debris accumulation, and ponding of water. Examine 

spalls for exposed reinforcing steel and report any section loss. Advanced cracks and spalls can undermine 

the structural integrity of the safety walkways. Document the size and locations of any defects found. 

Document the length, width and location of all cracks and delamination. Record the area, maximum depth 

and location of all spalls along with the condition of the reinforcing steel if it is exposed. Document the 

severity and locations of all other defects including moisture penetration, efflorescence, and corrosion 

staining.  

Emergency Egress ς The quality of the walking surface on every safety walkway or emergency egress 

should be examined. Under emergency conditions, these walkways may be used for self-rescue or by first 

responders. Check for locked or inoperable doors and access to refuge areas, considering that some users 

have reduced mobility. Note in the inspection documents any deficiencies found.  

Maintenance walkways ς Some of the more complex tunnels have concrete or steel maintenance 

walkways. Inspect these in accordance with procedures for other steel and concrete elements. 

4.5 - Functional Systems: The functional systems include the mechanical, electrical and lighting, fire 

and life safety, security, systems, sign, and protective systems. Only tunnel drainage with exclusion of 

pumps will be discussed here. For more details regarding functional systems, refer to TOMIE manual. 

 

4.6 - Tunnel Drainage 

The tunnel drainage system is designed to remove water from the roadway and is made up of grates, 

scuppers, piping, drainage troughs, and pumps. For information regarding pumps refer to NIT under 

mechanical systems and pumps. Check if the drain lines are clear of debris and flush with water to ensure 

that water drains freely. Look for ponded water. Check the inlet grates for deterioration or broken ribs. 

Ensure the roadway drain piping is in good condition and free of debris or leaks. Document the location 

and extent of the defects. 
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CHAPTER  5. INSPECTION FINDINGS AND INSPECTION REPORTS   

 

5.1 - Introduction 

Tunnel Inspections are performed on a regular basis by qualified inspection teams in order to ensure 

public safety, comply with federal requirements, and keep the tunnels in good working condition. The 

results of the inspection are presented in several documents, collectively known as an inspection package. 

The inspection package includes TI & A (Tunnel Inventory and Appraisal), Inspection Report, Photo Report, 

Repair Report, Clearance Diagrams, and any additional documents associated with the inspection. 

 

5.2 - Inspection Report 

Inspection reports are formal summaries of inspection findings for each element and system that was 
inspected. If a structural review was needed and performed on a defect, include the element, condition, 
review procedure, date of the review, and name of the reviewing Team Leader within the report. The 
report should be submitted in accordance with written procedures established by ADOT. The completed 
report should be furnished to the tunnel owner along with any repair recommendations. It is the 
responsibility of the Team Leader to inform the ADOT Program Manager in a timely manner and discuss 
the extent of the conditions. A structural review or systems analysis may be required at this point to 
determine if the strength and/or serviceability of the tunnel has been impacted.  
 

5.3 - Condition State 4 Review Procedures  

Any element defect that requires a review under Condition State 4, and is in Condition State 4, shall be 

reviewed by either the Team Leader and/or a professional engineer (PE) licensed in the State of Arizona. 

The review is to be documented in the inspection report in the element commentary section. The review 

information should include: a photograph of the defect, the date of the structural review, the extent of 

the damage for the element being reviewed, and the name of the Team Leader or PE who performed the 

review. This process will ensure this information is provided for future inspections and ease tracking of the 

defect over time. If the defect is deemed to not affect the serviceability of the tunnel, the quantity shall be 

placed in Condition State 3 and proper documentation provided as described to mitigate unnecessary 

further analysis. Ensure defect description and documentation is sufficient to monitor increase in severity 

in subsequent inspections to trigger repeat analysis, if necessary.  

A Structural Review is defined as the process that is followed when there is the need for assessment based 
on Condition State 4 definitions. Structural review shall be completed by either the Team Leader and/or a 
Professional Engineer in the state of Arizona. Engineering judgement is an acceptable form of review 
provided the Team Leader or PE has appropriate training and expertise for the defect, element, or system 
being considered. When a Condition State 4 is coded following a review, procedures for a CF/AF2 may be 
necessary. Follow the steps for repair in Section 5.4 and for Critical Findings in Appendix F of this manual. 
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If an element is in Condition State 4 because of an immediate safety concern, ensure the reasoning is 
clearly communicated. Often an immediate safety concern does not imply large scale damage of the 
element or system but is a matter of location of the defect, such as over the roadway. Examples of 
elements that may pose an immediate safety concern are:  
ω 5ŜƭŀƳƛƴŀǘƛƻƴ ƛƴ ǘƘŜ ŎƻƴŎǊŜǘŜ ƻǊ ǎƘƻǘŎǊŜǘŜ ƭƛƴŜǊ ƻŦ ǘƘŜ ǘunnel directly over traffic that is in danger of 

breaking off and falling onto the roadway  

ω wƻŎƪŦŀƭƭ ŘŀƴƎŜǊ ƛƴ ŀƴ ǳƴƭƛƴŜŘ ǘǳƴƴŜƭ ŘǳŜ ǘƻ ǳƴǎǘŀōƭŜ ōƭƻŎƪǎ ƻǊ ǎƭŀōǎ ƻǾŜǊ ǘƘŜ ǊƻŀŘǿŀȅ  

ω {ƭƻǇŜκƎǊƻǳƴŘ ƛƴǎǘŀōƛƭƛǘȅ ŀǘ ǘƘŜ ǇƻǊǘŀƭǎ  

ω aƛǎǎƛƴƎ ōƻƭǘǎ ƻǊ ŎƻƴƴŜŎǘƻǊǎ ƻƴ overhead equipment that creates unstable conditions  

These elements may or may not warrant a structural review, however, because they pose an immediate 

safety concern to the traveling public the ADOT Staff Bridge Engineer, Program Manager, and appropriate 

maintenance personnel should be notified. This process ensures safety issues are recognized and rectified 

in a timely manner.  

 

5.4 - Repair Priorities 

The following are the repair priorities for defective elements or functional systems in an inspection report:  

As defined within the Tunnel Inspection database (BrM), priority varies from 1 to 5 depending on severity: 

Priority Description Expected Time from Notice to Repair 

Completion  

1 Immediate action required (Critical Finding = 

Arizona Finding 1) 

Within 30 days 

2 Priority over routine (Arizona Finding 2) Within 60 days 

3 Can be scheduled (routine - Arizona Finding 3) Sum of planning, bidding, and 

construction periods 

4 No repair (monitor) Typically at next inspection  

5 No action required (flag) Typically at next inspection 

 

5.4.1 - Significant Findings  

Significant findings are defined by ADOT Tunnel Repair Priorities 1 (AF1= CF) and 2 (AF2). 

A Critical Finding (CF=AF1ύ ƛǎ ŘŜŦƛƴŜŘ ƛƴ но /Cw срлΦолр ŀǎ ά! ǎǘǊǳŎǘǳǊŀƭ ƻǊ ǎŀŦŜǘȅ ǊŜƭŀǘŜŘ ŘŜŦƛŎƛŜƴŎȅ ǘƘŀt 

requires immediate follow-ǳǇ ƛƴǎǇŜŎǘƛƻƴ ƻǊ ŀŎǘƛƻƴΦέ Per 23 CFR 650.513(j), a Critical Finding is to be 

reported to the FHWA within 24 hours.  
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Priority repair over routine repair (AF2) refers to conditions for which further investigations, design, and 

implementation of interim or long-term repairs should be undertaken on a priority basis, i.e., taking 

precedence over other scheduled work. These repairs will improve the durability and aesthetics of the 

structure or element and will reduce future maintenance costs. Elements that do not comply with the 

current code requirements are also priorities for repair.  

All CFs and AF2s (see table above) shall be documented via the template provided in Appendix F. If 

necessary, email notification including all information within the template is acceptable for immediate 

notification provided follow up documentation is provided per the standard. All CFs and AF2s shall be 

additionally documented via the ADOT tracking system developed by the Program Manager including 

follow up action taken by the owner when appropriate. 

In general, a tunnel element with a portion in Condition State 4 is considered for either CF or AF2. 

However, a rating of Condition State 4 does not always qualify as CF or AF2. If a CF or AF2 is filed, a 

Condition State 4 is warranted. Examples of Condition State 4 that do not require supplemental 

notification are:  

ω 5ǊƛǇǇƛƴƎ ƻǊ ŦƭƻǿƛƴƎ ǿŀǘŜǊ ƛƴŦƛƭǘǊŀǘƛƻƴ Ǿƛŀ ǘƘŜ ƭƛƴŜǊ  

ω {ǘŜŜƭ ƻǊ ŎƻƴŎǊŜǘŜ ǇǊƻǘŜŎǘƛǾŜ ŎƻŀǘƛƴƎ Ƙŀǎ ŦŀƛƭŜŘ ŀƴŘ ƛǎ ƴƻ ƭƻƴƎŜǊ ǇǊƻǘŜŎǘƛƴƎ ǘƘŜ ǳƴŘŜǊƭȅƛng material  

Further evaluation of observed defects may lead to one of the following actions:  

1. Close the tunnel until the severe defect is removed or repaired, if such defect may impact user or users 

safety  

2. Restrict the area from public access until the defect is removed or repaired.  

3. Repair the structure member or address the functional or safety issue.  

As such, any defect of a member or system that renders a portion of or the complete closure of a tunnel 

shall qualify as a CF. Additionally if a finding poses an immediate and imminent safety hazard to the 

traveling public, it should be qualified as a CF. 

Examples of Critical Findings may include but are not limited to:  

a. Delamination or incipient spall, in a concrete portal posing a direct safety hazard for traffic below  

b. Growing crack within tension zones of critical load bearing steel members  

c. Failure of emergency systems, or extremely poor conditions that affect the serviceability or safety of the 

tunnel  

d. Locked or nonfunctional egress doors  

e. Significant corrosion in non-structural tunnel elements located above roadways 
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5.4.2 - Routine Repair (AF3) 

Routine repair refers to conditions requiring further investigation or remedial work. This work can be 

undertaken as part of a scheduled maintenance program, scheduled project, or routine facility 

maintenance. Items identified in the preventive maintenance program can be put in this category. 

5.4.3 - No Repair - Monitor  (Priority 4) 

No Repair - Monitor refers to situations which require checking current status of a previously-perceived 

unsatisfactory condition. This work can be undertaken as part of a scheduled inspection. This monitoring 

can be continued, stopped, or changed to one AF3 or Priority 5 (see section 5.4.4 below) depending on the 

ƛƴǎǇŜŎǘƻǊΩǎ ǊŜŎƻƳƳŜƴŘŀǘƛƻƴΦ  

5.4.4 - No Action - Flag (Priority 5) 

No Action - Flag refers to situations which emphasize checking current status of a previously-perceived 

significant item. This work can be undertaken as part of a scheduled inspection. This flag can be continued, 

stopped, or changed to one AF3 or Priority 4 (see sections 5.4.2 and 5.4.3 above) depending on the 

ƛƴǎǇŜŎǘƻǊΩǎ ǊŜŎƻƳƳŜƴŘŀǘƛƻƴΦ   

 

5.5 - Inspection Package 

5.5.1 - Draft Package 

When an inspection is completed, the inspector should enter the data and notes into the ADOT tunnel 

inventory database. This may include notes, measurements, photos, diagrams, sketches and additional 

information. Once the data entry task is complete, the inspector should print a copy of various reports, 

collectively called an inspection package, associated with the inspection including but not limited to the 

following: 

a. Tunnel Inventory and Appraisal 

b. Tunnel Inspection Report 

c. Tunnel Repair Report 

d. Tunnel Clearance Diagram 

e. Tunnel Inspection Photographs 

The package is submitted through a submittal form, namely Summary of Bridges Inspected Form, which 

identifies the tunnels inspected by a combination of the tunnel ID number and the route/milepost (ADOT 

structures) or the owner (Local entity) for quality control/quality assurance purposes.  
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The inspection report could be extensive and as a result may include the following sections with their 

descriptions for an inspection report: 

ω ¢ŀōƭŜ ƻŦ /ƻƴǘŜƴǘǎ - This provides information to the reader on where to find information of a particular 

interest.  

ω [ƛǎǘ ƻŦ ¢ŀōƭŜǎ - Used to identify the title and location of any tables that were used.  

ω [ƛǎǘ ƻŦ CƛƎǳǊŜǎΣ 5ǊŀǿƛƴƎǎΣ ŀƴŘ {ƪŜǘŎƘŜǎ - Used to identify the title and location of any figures or drawings.  

ω [ƛǎǘ of Photographs - Used to identify the title and location of any photographs. These may be included 

as an appendix to the report.  

ω 9ȄŜŎǳǘƛǾŜ {ǳƳƳŀǊȅ - Provides a concise summary of the inspection, findings, and recommended repairs.  

ω DŜƴŜǊŀƭ 5ŜǎŎǊƛǇǘƛƻƴ - Provides a general description of the tunnel or tunnels that were inspected. This 

information could include the location of the tunnel(s), age, general geometry, and any other pertinent 

descriptive information.  

ω DŜƴŜǊŀƭ {ȅǎǘŜƳ 5ŜǎŎǊƛǇǘƛƻƴǎ - Provide general descriptions of the structural, civil, and functional systems 

inspected and the scope of the elements covered by the inspection. This should precede the detailed 

descriptions for the inspection findings of each element.  

ω LƴǎǇŜŎǘƛƻƴ tǊƻŎŜŘǳǊŜǎ - The procedures used to inspect the tunnel elements should be explained and 

illustrated. If extensive written procedures were followed, these may be included as an appendix to the 

report. Documentation of any specialized testing processes and outside expertise should be included.  

ω LƴǎǇŜŎǘƛƻƴ CƛƴŘƛƴƎǎ - The condition state of all tunnel elements should be documented per instructions 

and guidelines in the SNTI.  

ω LƴǎǇŜŎǘƛƻƴ wŜǎǳƭǘǎ - A detailed description of the results of the inspection should be included for the 

various tunnel elements below: 

o Structural and Civil - For structural and civil elements, the report should contain descriptions of the 

various deficiencies found, their locations and their severity. Any special testing, such as concrete 

strength, freeze-thaw analysis, or petrographic analysis, should be included with the findings for the 

record.  

o Mechanical - For the mechanical inspections, the general condition and operation of all equipment 

should be described and deficiencies noted. Specialized testing required to effectively determine the 

operational condition of the equipment, such as vibration testing and oil analyses, should be included for 

the record.  

o Electrical - For the electrical inspections, the general condition and operation of all equipment should be 

described and the deficiencies noted. Any specialized testing needed to effectively determine the 
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operational condition of the equipment, such as power distribution and emergency power, should be 

included for the record. In addition, comparisons of light level measured to recommended levels should 

be provided to the owner. Remediation work that may accompany testing and inspection should be 

included.  

ω wŜŎƻƳƳŜƴŘŀǘƛƻƴǎ - This section includes recommendations for minor work (maintenance), posting of 
clearance signs (repair) as well as substantial repair/  rehabilitation of the tunnel components found to be 
deficient or not meeting current code requirements. Substantial rehabilitation may require a life-cycle cost 
comparison of repair options. Repair and rehabilitation recommendations should be broken down for 
each of the main tunnel systems into the categories: critical finding, priority repair 2 and priority repair 3. 
Significant corrosion in non-structural tunnel elements over the roadway is considered as a critical finding 
that requires immediate action.  

 

ω !ǇǇŜƴŘƛŎŜǎ - The appendices can be used for detailed and extensive inspection summaries that are 

lengthy, highly technical and detailed (such as structural panel ratings and lighting luminance levels), and 

reports from special testing agencies. Detailed information such as special permits, processes or 

qualifications can go in an appendix. An example of this would be a confined space entry permit. A 

summary of the inspection operation should be provided with a list of inspection personnel, identification 

of the team leader, the inspection tools used, the access equipment required, and the schedule 

maintained. This information is useful for planning future inspections as well as for documenting the 

inspection. 

5.5.2 - Draft Package Review 

The draft package submitted will be reviewed by certified tunnel inspector for QA/QC purposes. The 

redlined items are presented to the inspector for correction.  

5.5.3 - Final Package Review 

Once corrections are made by the inspector, a copy of the sealed and signed inspection report and other 

supporting documents (final package) for the structure is resubmitted subject to a final review. If any parts 

of the final package include unjustified errors, the errors are reported back to the inspection team for 

corrections. The sealed and signed revised copies of inspection report along with other documents in the 

package are resubmitted in order to be included in the tunnel folder. 

 

5.6 - Quality Control and Quality Assurance 

 

5.6.1 - INTRODUCTION 
 

Quality Control and Quality Assurance are integrated into all aspects of tunnel inspection work.  They 

contain the essential requirements to demonstrate that care, skill, and diligence is used in the 

preparation of tunnel inspection report.   
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The quality of the tunnel inspection program will be controlled through regularly scheduled training 

workshops, office review of inspection documents, and independent/concurrent field review of 

inspections.  In addition, the FHWA may conduct its own random review of the tunnel inspection 

program. 

 

5.6.2 - Quality Control (QC): Quality Control is a set of planned procedures which ensures that the 

tunnel inspection quality is performed per NTIS. This includes monitoring and improvement of the 

inspection techniques via nationally sanctioned or state sponsored training. The focus here is on the 

inspection itself. 

5.6.3 - Quality Assurance (QA): Quality assurance is associated with a systematic approach to improve 

the overall program effectiveness, verify the accuracy of the quality control procedures, and ensure that 

established standards are met. The focus here is on the process. 

QC/QA procedures are performed by an office team of professional tunnel inspectors independent of the 

inspection and load rating teams performing the work. 

Quality control and quality assurance programs are used to promote accuracy, ensure consistency, 

facilitate improvement, and help maintain a high level of reliability. Periodic field reviews of inspection 

team and their work, quality checks on data, and independent reviews of the inspection results is part of 

the program. The use of checklists is recommended.  

¢ƘŜ ǉǳŀƭƛǘȅ ŎƻƴǘǊƻƭ ŜƴƎƛƴŜŜǊΩǎ ǊŜǎǇƻƴǎƛōƛƭƛǘƛŜǎ ƛƴŎƭǳŘŜ ōǳǘ ƴƻǘ ƭƛƳƛǘŜŘ ǘƻ ǘƘŜ ǊŜǾƛŜǿ ƻŦ ǘƘŜ ƛƴǎǇŜŎǘƛon 

reports, review of inspection methods in field, and performing quality assurance work.  Quality control 

engineer should not be the same person as the team leader being reviewed.  Quality control engineer 

should have extensive experience in the tunnel safety inspection area and should be familiar with 

inspection procedures and requirements. 

 
The quality assurance engineer is responsible for ensuring that the defined quality control procedures are 

enforced. 

    

5.6.4 - REVIEW SELECTION ON INSPECTION DOCUMENTS   
 
Independent office review of tunnel inspection documents will be performed to enhance quality 

assurance.  Quality control engineers must select 50% of tunnel inspection packets for the review 

regardless of tunnel ownership and whether ADOT personnel or consultants performed the inspections.   
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5.6.5 - REVIEW INSPECTION DOCUMENTS  
 
Quality control engineers shall indicate on the draft inspection report any incorrect information found and 

its correction.  In case of on-call consultants, quality control engineers shall summarize findings from the 

reviews into a document, and return the document to the inspectors for correction. Quality control 

engineers shall summarize findings from the review, and assist the tunnel inspection program manager in 

developing a training plan which will ensure these errors will not be repeated.    

 

¢ƘŜ ǉǳŀƭƛǘȅ ŎƻƴǘǊƻƭ ŜƴƎƛƴŜŜǊΩǎ ǊŜǾƛŜǿ ƛƴŎƭǳŘŜǎ ōǳǘ ƴƻǘ ƭƛƳƛǘŜŘ ǘƻ ǘƘŜ ŦƻƭƭƻǿƛƴƎΥ 

 

Review the inspection report to ensure that the correct structure is identified.  This includes a check that 

correct tunnel has been identified through examination of information such as structure number, 

structure name, route, mile post, and location.   Further detail review should assure all required 

information has been entered correctly in accordance with the Specifications for the National Tunnel 

Inventory (Report No. FHWA - HIF-15-006).  This review includes but not limited to a check to see if proper 

coding conventions, formats, correct significant digits and units have been used.    

 

1. Check the structural element ratings.  The element inputs should be reviewed for accuracy, 

including elements numbers, units and quantities under different condition states.   

 

2.  Check all photographs and/or sketches for proper cross referencing to the inspection report. 

 

3. Check consistency of information between the current inspection report and pervious inspection 

reports and load rating report.  

 

4. Review all items in the TI & A to check they have been properly and correctly entered.  

 

5. Check the inventory data on the TI & A against the record drawing to ensure that the data is 

consistent.   

 

 

5.6.6   REVIEW COMMENT CORRECTION 

 

Tunnel inspection personnel are reminded that assuring quality during their field inspection and 

throughout their documentation is their responsibility. The independent office review of tunnel 

inspections is provided to maintain consistency throughout the state and shall not replace the due 

diligence that an inspector must exercise while performing and documenting each tunnel inspection.   

 

Review corrections should be implemented prior to sealing and signing reports. Inspection personnel 

should strive to maintain objectivity and factual reporting of field observations.  While some relevant 
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comments with professional judgment are desirable and made to pinpoint source of a potential problem 

area, subjective reporting and editorializing of review comments are not acceptable. 

 

Special attention should be accorded to pattern errors.  Since the review may not entail every inspection 

report in a submitted packet, some errors may be repeated in non- reviewed reports.  Therefore, the 

inspector must correct non-reviewed reports for similar types of comments. 

    

 

5.6.7 - FIELD INSPECTION REVIEW  
 
At least once every year, the Tunnel Inspection Program Manager and the quality control engineer should 

randomly choose 50% of all active tunnels (total number of active tunnels in Arizona database is currently 

6) to review in the field for each inspection team.  This allows the review of all tunnels on a 24-month 

cycle. 

 

The quality control engineer shall keep a logbook of the dates, review team, and Tunnel Inspection Quality 

Assurance Review Form (see Appendix G) and shall have the logbook available to present to FHWA on the 

occasion of FHWA review.      

 

5.6.8   TRAINING WORKSHOP 
 
To minimize common mistakes and omissions from structure inspections, at least once every year, Tunnel 
Inspection Program Manager should establish a training workshop to all tunnel inspection personnel by 
utilizing the training plan developed in consultation with quality control engineers. 
 
The plan should address concerns and not be limited to the following: 
 

¶ Changes to the present tunnel coding 

¶ Changes to the element coding 

¶ Changes to the tunnel management software 

¶ Changes to structures inspection scheduling 

¶ /ƻƳƳƻƴ ŜǊǊƻǊǎ ƻǊ ǇǊƻōƭŜƳǎ ƻŎŎǳǊǊƛƴƎ ŘǳŜ ǘƻ ƛƴǎǇŜŎǘƻǊǎΩ ƛƴǇǳǘǎ ƻǊ ǘƘŜ ǎƻŦǘǿŀǊŜ 
 
The Training Workshop should include inspectors' views and observations in the field which may help to 
improve quality of the inspection reports. 
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5.7 - Critical Findings and Condition State Ratings  

Critical findings and condition state ratings are used to represent the condition of tunnel components. A 

critical finding is a significant safety or structural concern that must be acted upon and reported in 

accordance with the NTIS. Critical findings require immediate attention in accordance with agency and 

NTIS requirements.  

5.7.1 - Critical Findings  

Critical findings are defined in the NTIS ŀǎ ά! ǎǘǊǳŎǘǳǊŀƭ ƻǊ ǎŀŦŜǘȅ ǊŜƭŀǘŜŘ ŘŜŦƛŎƛŜƴŎȅ ǘƘŀǘ ǊŜǉǳƛǊŜǎ 

immediate follow-up inspection or actionέ. ADOT has established written procedures dealing with critical 

findings during the inspection. See the flow chart and Significant Findings Form in Appendix F. The flow 

chart ensures that critical findings are addressed in a timely manner and actions are taken, are underway, 

or are planned to resolve the issue.  The ADOT Program Manager will monitor the status of all CFs and 

provide quarterly updates to FHWA Arizona Division Office. An annual summary report detailing all Critical 

Findings identified within the prior year will also be compiled by ADOT and submitted to the FHWA 

Arizona Division Office. 

It is imperative that the inspection team have communication protocols in place to ensure that immediate 

action can be taken to respond to a critical finding. After discovery of a CF, the inspection Team Leader (or 

other ADOT personnel) will notify the ADOT Program Manager as soon as possible. The ADOT Program 

Manager will notify the FHWA Arizona Division Office within 24 hours. 

Critical findings normally require one or more of the following actions to be taken as soon as possible:  

ω /ƭƻǎŜ ǘƘŜ ǘǳƴƴŜƭ ǳƴǘƛƭ ǘƘŜ ǎŜǾŜǊŜ ŘŜŦŜŎǘ ƛǎ ǊŜƳƻǾŜŘ ƻǊ ǊŜǇŀƛǊŜŘΣ ƛŦ ǎǳŎƘ ŘŜŦŜŎǘ Ƴŀȅ ƛƳǇŀŎǘ ǳǎŜǊǎ ƻǊ ǳǎŜǊ 

safety.  

ω wŜǎǘǊƛŎǘ ǘƘŜ ŀǊŜŀ ŦǊƻƳ ǇǳōƭƛŎ ŀŎcess until the defect can be removed or repaired.  

ω wŜǇŀƛǊ ǘƘŜ ǎǘǊǳŎǘǳǊŀƭ ƳŜƳōŜǊ ƻǊ ŀŘŘǊŜǎǎ ǘƘŜ ŦǳƴŎǘƛƻƴŀƭ ƻǊ ǎŀŦŜǘȅ ƛǎǎǳŜΦ  

Detailed descriptions and photographs should be provided that describes the safety or structural concern. 

Identify appropriate actions or follow-up inspections and maintain a record of the actions taken to resolve 

or monitor the critical finding. For example, with a large concrete spall that is on the verge of falling into 

the roadway, the inspection team or tunnel operations personnel can block off the traffic; and the 

maintenance personnel or a specialty contractor can take down and remove the spalled concrete. See 

Section 5.4 for guidance on repair priorities. 



35 

 

5.7.2 - Condition State 

Condition states are used to represent the condition of an element at the time it was inspected. Condition 

states as defined in the SNTI are:  

1=good,  

2=fair,  

3=poor, and  

4=severe  

Structural and civil elements in severe condition (Condition State 4) usually warrant a structural review to 

determine if there are any impacts to strength or serviceability. For functional systems in severe condition, 

evaluate safety and serviceability of the element. Condition states are recorded in the inspection report 

and database and then submitted to the FHWA for annual review.  
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Appendix A - Tunnel Inventory Items: 

Table A.1 - Identification & Location 

Table A.2 - Age and Service 

Table A.3 - Owner, Operator, & Highway Classification  

Table A.4 - Geometric Data 

Table A.5 ς Inspection Items 

Table A.6 - Load Rating and Posting 

Table A.7 - Navigation 

Table A.8 - Structure Type & Material 
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Table A.1 - Identification & Location 

Item ID Item Description 

I.1         Tunnel Number 

I.2         Tunnel Name 

I.3         State Code 

I.4         County Code 

I.5         Place Code 

I.6         Highway Agency District 

I.7        Route Number 

I.8         Route Direction 

I.9         Route Type 

I.10       Facility Carried 

I.11       LRS Route ID 

I.12       LRS Mile Point 

I.13       ¢ǳƴƴŜƭ tƻǊǘŀƭΩǎ [ŀǘƛǘǳŘŜ 

I.14       ¢ǳƴƴŜƭ tƻǊǘŀƭΩǎ [ƻƴƎƛǘǳŘŜ 

I.15       Border Tunnel State or Country Code 

I.16       Border Tunnel Financial Responsibility 

I.17       Border Tunnel Number 

I.18       Border Tunnel Inspection Responsibility 
 

Table A.2 - Age and Service  

Item ID Item Description 

A.1       Year Built 

A.2       Year Rehabilitated 

A.3       Total Number of Lanes 

A.4       Annual Average Daily Traffic 

A.5       Annual Average Daily Truck Traffic 

A.6       Year of Annual Average Daily Traffic 

A.7       Detour Length 

A.8      Service in Tunnel 
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Table A.3- Owner, Operator, & Highway Classification Items 

Item ID Item Description 

C.1       Owner 

C.2       Operator 

C.3       Direction of Traffic 

C.4       Toll 

C.5       NHS Designation 

C.6       STRAHNET Designation 

C.7       Functional Classification 

C.8       Urban Code 

 

Table A.4 - Geometric Data Items 

Item ID Item Description 

G.1       Tunnel Length 

G.2       Minimum Vertical Clearance over Tunnel Roadway 

G.3       Roadway Width, Curb-to-Curb 

G.4       Left Sidewalk Width 

G.5       Right Sidewalk Width 

 

Table A.5 - Inspection Items 

Item ID Item Description 

D.1       Routine Inspection Target Date 

D.2      Actual Routine Inspection Date 

D.3       Routine Inspection Interval 

D.4       In-Depth Inspection 

D.5       Damage Inspection 

D.6      Special Inspection 
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Table A.6 - Load Rating and Posting Items 

Item ID Item Description 

L.1        Load Rating Method 

L.2        Inventory Load Rating Factor 

L.3        Operating Load Rating Factor 

L.4       Tunnel Load Posting Status 

L.5        Posting Load ς Gross 

L.6        Posting Load ς Axle 

L.7        Posting Load ς Type 3 

L.8        Posting Load ς Type 3S2 

L.9       Posting Load ς Type 3-3 

L.10      Height Restriction 

L.11      Hazardous Material Restriction 

L.12      Other Restrictions 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Table A.7 - Navigation Items 

Item ID Item Description 

N.1       Under Navigable Waterway 

N.2       Navigable Waterway Clearance 

N.3       Tunnel or Portal Island Protection from Navigation 

Table A.8 -Structure Type and Material Items 

Item ID Item Description 

S.1       Number of Bores 

S.2       Tunnel Shape 

S.3       Portal Shapes 

S.4       Ground Conditions 

S.5       Complex 
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Appendix B - Tunnel Elements: 

Table B.1 - Structural  

Table B.2 - Civil  

Table B.3 - Mechanical Systems 

Table B.4 - Electrical and Lighting Systems 

Table B.5 - Fire/Life Safety/Security Systems 

Table B.6 - Signs 

Table B.7 - Protective Systems 
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Element  Type                        Element Name Element # Unit of Measure 

Steel Tunnel Liner                                                     10000area, ft2

Cast-in-Place Concrete Tunnel Liner 10001area, ft2

Precast Concrete Tunnel Liner 10002area, ft2

Shotcrete Tunnel Liner  10003area, ft2

Timber Tunnel Liner 10004area, ft2

Masonry Tunnel Liner 10005area, ft2

Unlined Rock Tunnel 10006area, ft2

Rock Bolt/Dowel 10007Each

Other Tunnel Liner                                                   10009area, ft2

Steel Tunnel Roof Girders                                        10010length, ft

Concrete Tunnel Roof Girders                                        10011length, ft 

Prestressed Concrete Tunnel Roof Girders              10012length, ft    

Other Tunnel Roof Girders                                      10019length, ft

Steel Columns/Piles                                                   10020Each

Concrete Columns/Piles 10021Each

Other Columns/Piles 10029Each

Steel Cross Passageway 10030length, ft

Concrete Cross Passageway                                   10031length, ft

Shotcrete Cross Passageway                                  10033length, ft

Timber Cross Passageway                                      10034length, ft

Masonry Cross Passageway                                   10035length, ft

Unlined Rock Cross Passageway                          10036length, ft

Other Cross Passageway                                        10039length, ft

Concrete Interior Walls 10041area,ft2

Other Interior Walls 10049area,ft2

Concrete Portal                                                         10051area,ft2

Masonry Portal                                                          10055area,ft2

Other Portal                                                               10059area,ft2

Concrete Ceiling Slab                                              10061area,ft2

Other Ceiling Slab                                                   10069area,ft2

Steel Ceiling Girder                                               10070length, ft

Concrete Ceiling Girder                                          10071length, ft

Prestressed Concrete Ceiling Girder                      10072length, ft

Other Ceiling Girder                                               10079length, ft

Steel Hangers and Anchorages                                  10080Each

Other Hangers and Anchorages                                10089Each

Steel Ceiling Panels                                                 10090area,ft2

Concrete Ceiling Panels                                           10091area,ft2

Other Ceiling Panels                                               10099area,ft2

Concrete Invert Slab                                                 10101area,ft2

Other Invert Slab                                                      10109area,ft2

Concrete Slab-on-Grade                                         10111area,ft2

Other Slab-on-Grade                                                10119area,ft2

Steel Invert Girder                                                   10120length, ft

Concrete Invert Girder                                             10121length, ft

Prestressed Concrete Invert Girder                        10122length, ft

Other Invert Girder                                                 10129length, ft

Strip Seal Expansion Joint                                      10130length, ft

Pourable Joint Seal                                                10131length, ft

Compression Joint Seal                                          10132length, ft

Assembly Joint With Seal                                       10133length, ft

Open Expansion Joint                                            10134length, ft

Assembly Joint Without Seal                                  10135length, ft

Other Joint                                                             10139length, ft

Gaskets                                                                   Gaskets     10140length, ft

Columns/ Piles

Tunnel Roof Girders

Liners

Hangers and Anchorages

Ceiling Girder

Ceiling Slab

Portal

Interior Walls

Cross Passageway

Joints

¢ŀōƭŜ ȄΦпΦнΦмτ{ǘǊǳŎǘǳǊŀƭ 

Invert Girder

Slab-on- Grade

Invert Slab

Ceiling Panels

 

                                                                Table G.2.1- Structural                                                                 Table G.2.1- Structural Table B.1- Structural 
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Table B.2 - Civil 

Element  Type                         Element Name Element # Unit of Measure  

Wearing Surface 

Concrete Wearing Surface                                           10151 area,ft2 

Asphalt Wearing Surface                                              10158 area,ft2 

Other Wearing Surface                                                 10159 area,ft2 

Traffic Barrier 

Steel Traffic Barrier                                                      10160 length, ft 

Concrete Traffic Barrier                                                10162 length, ft 

Other Traffic Barrier                                                     10169 length, ft 

Pedestrian Railing 

Steel Pedestrian Railing                                               10170 length, ft 

Concrete Pedestrian Railing                                       10171 length, ft 

Other Pedestrian Railing                                              10179 length, ft 

Table B.3 - Mechanical Systems  

Element  Type                         Element Name Element # Unit of Measure  

Ventilation System 
Ventilation System                                                           10200 Each 

Fans                                                                                 10201 Each 

Drainage and Pumping System 

Drainage and Pumping 
System                                       10300 Each 

Pumps                                                                            10301 Each 

Emergency Generator System Emergency Generator System                                         10400 Each 

Flood Gate Flood Gate                                                                10475 Each 

Table B.4 - Electrical and Lighting Systems  

Element  Type                         Element Name Element # Unit of Measure  

Electrical Distribution Electrical Distribution System                                           10500 Each 

Emergency Distribution 
Emergency Distribution 
System 10550 Each 

Tunnel Lighting 
Tunnel Lighting Systems 10600 Each 

Tunnel Lighting Fixtures 10601 Each 

Emergency Lighting 
Emergency Lighting Systems                                           10620 Each 

Emergency Lighting Fixtures                                          10621 Each 

Table B.5 - Fire/Life Safety/Security Systems 

Element  Type                         Element Name Element # Unit of Measure  

Fire Detection            Fire Detection System                                          10650 Each 

Fire Protection                                                   Fire Protection System 10700 Each 

Emergency Communications 
Emergency Communications 
System                      10750 Each 

Operations and Security 
Operations and Security 
System                 10800 Each 
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Table B.6τSigns  

Element  Type                         Element Name Element # Unit of Measure  

Traffic Guidance Traffic Sign                                                                     10850 Each 

Egress Signs Egress Sign                                                                     10870 Each 

Variable Message Boards Variable Message Board                                                  10890 Each 

Lane Signal 
Lane Signal                                                                      10910 Each 

Lane Signal Fixture                                                          10911 Each 

Table B.7 - Protective Coating Elements 

Element  Type                         Element Name Element # Unit of Measure  

Protective Coating 

Steel Corrosion Protective 
Coating                                10950 Each 

Concrete Corrosion 
Protective Coating                         10951 Each 

Fire Protective Coating                                                 10952 Each 
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Appendix C - Tunnel Reports Examples 

C.1 - TI & A Report  

C.2 - Inspection Report  

C.3 - Repair/Maintenance Report for Tunnel  

C.4 - Vertical Clearance Diagram  

C.5 - Photo Report 
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C.1. Tunnel Inventory & Appraisal 
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C.2 - Tunnel Inspection Report - Page 1
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Inspection Report - Page 2 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



                                                                                           C-5 

C.3 - Maintenance Report (Repair Report is similar) 
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C.4 - Clearance Diagram 
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C.5 - Photo Report (only 2 photos included) 

a. West portal ID looking west 
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b. Photo m. Defects (delamination, spall, exposed rebar) in east portal liner over EB lanes 
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Appendix D - Digital Documents Naming Convention 

D. Digital Documents Naming Convention 

D.1 - INSPECTION Documents 

D.1.1 - Photographs 

D.1.2 ς Other Documents 

D.2 - BRIDGE Documents 
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D. Digital Documents Naming Convention 

 
When adding a digital document to a given tunnel in BrM (tunnel database), there are two categories of 
documents to consider: 
 
1. INSPECTION- documents in this category are added to the existing digital documents after a new 
inspection has been added to the BrM. Typical inspection documents added include photos, clearance 
diagrams, sketches, report supplements, etc. 
2. BRIDGE- documents in this category, despite the name BRIDGE, belong to the life of a particular 
structure (tunnel) and are not necessarily associated with any specific inspection date. They are utilized 
for evaluation of structural integrity, structural capacity, and quantification of various elements. Any major 
change to the structure necessitates addition of new documents. Examples of such documents include 
original construction plans, reconstruction plans, load rating, etc.  
 
Once the category of the document has been determined, it can be added to the BrM using an 
appropriate category (INSPECTION or BRIDGE) from the Context dropdown menu in the Multimedia 
section. 

 
 

D.1 INSPECTION Documents  

 
3ÅÌÅÃÔ Ȱ).30%#4)/.ȱ ÃÁÔÅÇÏÒÙ ÆÒÏÍ -ÕÌÔÉÍÅÄÉÁ #ÏÎÔÅØÔ ÄÒÏÐÄÏ×Î ÍÅÎÕ ÉÎ "Ò- ÉÎ ÏÒÄÅÒ ÔÏ ÌÉÎË 
properly -named documents of a given structure number to its new inspection report. In general, a 
ÄÏÃÕÍÅÎÔ ÔÙÐÅ ȰÁÂÃÄÅÆÇÈȱ ×ÉÔÈ Á ÓÅÑÕÅÎÃÅ ÎÕÍÂÅÒ ȰÓÎȱ ɉÖÁÌÉÄ ÏÎÌÙ ÆÏÒ ÐÈÏÔÏÓɊ ÁÎÄ Á ÆÉÌÅ ÅØÔÅÎÓÉÏÎ 
ȰȢÉÊËȱ ÂÅÌÏÎÇÉÎÇ ÔÏ Á ÓÔÒÕÃÔÕÒÅ ÎÕÍÂÅÒ ȰÓÓÓÓÓȱ ÄÕÒÉÎÇ ÁÎ ÉÎÓÐÅÃÔÉÏÎ ÄÁÔÅÄ ȰÙÙÙÙ-mm-ÄÄȱ ×ÉÌÌ ÂÅ 
represented by the following chain of digits/characters: 
   
 (1) sssss-yyyy-mm-dd-abcdefgh-sn.jpg  (photos only)  
 
 (2)       sssss-yyyy-mm-dd-abcdefgh.pdf  (other types of documents) 
 

¶ sssss indicates structure number. Use leading zeros when the structure number is less 
than 10000. See table below. 
 

         Examples of Structure Number Format  
Structure # sssss 
25 00025 
146 00146 
2179 02179 
10105 10105 

 
 

¶ $ÉÇÉÔÓ φȟ ρρȟ ρτȟ ρχȟ ÅÔÃȢ ÁÒÅ ÄÁÓÈÅÓ Ȱ-Ȱȟ ÎÏÔ ÕÎÄÅÒÌÉÎÅ ÃÈÁÒÁÃÔÅÒ Ȱͺȱ 
¶ yyyy indicates year of addition (4 digits) 
¶ mm indicates ÍÏÎÔÈ ÏÆ ÁÄÄÉÔÉÏÎ ɉς ÄÉÇÉÔÓȡ πρȟ πςȟ πσȟ ȣȢȢȟ πωȟ ρπȟ ρρȟ ρςɊ 
¶ dd indicates the day of month dÏÃÕÍÅÎÔ ÁÄÄÅÄ ɉς ÄÉÇÉÔÓȡ πρȟ πςȣ πωȟ ρπȣ ςπȟ ςρȣȢ 
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31). 
¶ Abcdefgh, including blank spaces, represents the document type. See table below. 

 
 Table 1. Various Inspection Document Types, Names and No. of characters 
Document Type Document Name Applied Number of 

Characters 
Photographs Photo 5 
Clearance Diagram Clearance Diagram 17 
Additional Information  Report Supplement 17 
Other Drawings Sketch 6 
 

¶ sn represents the sequence number of the document (only used with photos, see 
Photographs below) 

¶ .ijk identifies file extension. See table below. 
 
Table 2. File Extension for Various Document Types 
Document Type File Extension 
Photograph .jpg 
Others .pdf 

 
 
D.1.1 Photographs  
 
Photographs are the most common type of documents in the tunnel inspection files. The general naming 
convention will be represented by the following naming scheme: 
   
  sssss-yyyy-mm-dd-Photo-sn.jpg     
 
All photographs should be adjusted to a resolution of 800 x 600 pixels. {ŜƭŜŎǘ άLb{t9/¢Lhbέ ŦǊƻƳ 
Multimedia Context tab in BrM for linking properly-named photographs of a given structure to a given 
inspection report. Since there are multiple photos (up to 99) associated with each inspection, it is 
necŜǎǎŀǊȅ ǘƻ ǳǎŜ άǎƴέ ǘƻ ǳƴƛǉǳŜƭȅ ƛŘŜƴǘƛŦȅ ŜŀŎƘ ǇƘƻǘƻƎǊŀǇƘΦ 
 
The photograph names must contain 29 digits/characters: 

¶ The first 17 digits (sssss-yyyy-mm-dd-) are the same as those described above. 

¶ Digits 18-22, Photo, - 5 characters - indicates the document type  

¶ Digit 23: /ƘŀǊŀŎǘŜǊ ƛƴ Ǉƻǎƛǘƛƻƴ но ƛǎ ŀ ŘŀǎƘ ά-άΣ ƴƻǘ ŀƴ ǳƴŘŜǊƭƛƴŜ ŎƘŀǊŀŎǘŜǊ άψέ 

¶ Digits 24-25: ǎƴ όǘǿƻ ŘƛƎƛǘǎύ ƛŘŜƴǘƛŦƛŜǎ ŜŀŎƘ ǇƘƻǘƻƎǊŀǇƘΩǎ ǎŜǉǳŜƴǘƛŀƭ ƴǳƳōŜǊ ǿƛǘƘ ƭŜŀŘƛƴƎ ȊŜǊƻǎ ŦƻǊ 
ǇƘƻǘƻǎ м ǘƻ ф όάлмέΣ άлнέΣ άлоέΧ άмлέΣ άммέΧ άффέύΦ 

¶ Digits 26-29: .jpg (4 characters) represents typical photo file extension 
 
Examples: 

Å During November 15th, 2016 inspection of tunnel #407 (3 digits), 10 photographs were taken which 
should be named: 

00407-2016-11-15-Photo-01.jpg 
ΧΧΧΧΧΧΧΧΧΧΧΧΧ 
00407-2016-11-15-Photo-10.jpg 
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Å During December 18th, 2017 inspection of tunnel #2001 (4 digits), 12 photographs were taken which 
should be named: 

02001-2017-12-18-Photo-01.jpg 
ΧΧΧΧΧΧΧΧΧΧΧΧΧ 
02001-2017-12-18-Photo-12.jpg 
 

Å During June 10th, 2019 inspection of tunnel #20177 (5 digits), 14 photographs were taken which 
should be named: 

20177-2019-06-10-Photo-01.jpg 
ΧΧΧΧΧΧΧΧΧΧΧΧΧ 
20177-2019-06-10-Photo-14.jpg 
 

D.1.2 Other Documents  
 
Lǘ ƛǎ ŀǎǎǳƳŜŘ ǘƘŀǘ ŀƭƭ ƻǘƘŜǊ ŘƻŎǳƳŜƴǘǎΣ ŜȄŎƭǳŘƛƴƎ ǇƘƻǘƻǎΣ ǿƛƭƭ ōŜ ǎŀǾŜŘ ŀǎ ΨǇŘf documents. The total 
number of digits/characters representing various documents depends on the type of document. The 
general naming convention will be represented by the following naming scheme: 
 
  sssss-yyyy-mm-dd-abcdefgh.pdf 
 

Å The first seventeen (17) digits/characters in this group (sssss-yyyy-mm-dd-) will be represented by the 
same digits/characters shown in Section DΦмΣ ŦƻǊƳŀǘ όнύ ŀōƻǾŜΦ 5ƻ ƴƻǘ ǳǎŜ ǳƴŘŜǊƭƛƴŜ ŎƘŀǊŀŎǘŜǊ ΨψΩ ŦƻǊ 
dash (-). 

Å Digits 18-25 (varies with type of document), abcdefgh, indicates the document type. See Table 1 
above for type of documents. 

Å The last four characters (.pdf) are for the file extension. 
 
Typical documents include Sketch, Clearance Diagram, and Report Supplement. The clearance diagrams 
must be in upright position (portray format) on the screen for better readability. 
! άaƛǎŎŜƭƭŀƴŜƻǳǎέ ŘƻŎǳƳŜƴǘ ǘȅǇŜ ƛǎ ƛƴŎƭǳŘŜŘ ǘƻ ǊŜǇǊŜǎŜƴǘ ǘƘŜ ŀǇǇƭƛŎŀōƭŜ ƴŀƳƛƴƎ ŎƻƴǾŜƴǘƛƻƴ ǿƘŜƴ ŀ ƴŜǿ 
document type is encountered. The following is a list of typical documents associated with the inspection 
report of a given structure #407 on a given inspection date of January 14th, 2015: 
 
00407-2015-01-14-Sketch.pdf 
00407-2015-01-14-Clearance Diagram.pdf 
00407-2015-01-14-Report Supplement.pdf 
00407-2015-01-14-Miscellaneous.pdf 
 

 

D.2 BRIDGE Documents 

 
The BRIDGE documents are only added when a substantive change to the structure is made in such a 
manner that it impacts all the inspections thereafter such as dimensional changes, tunnel rail 
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retrofit/replacement, installation of lighting fixtures, etc. These documents are intended to be used at any 
time during the life of a structure including the inspection times. Typical documents include original 
construction/reconstruction plans, special inspections, Tunnel load rating summary, tunnel inspection 
procedure, etc.  
Selecting ά.wL5D9έ ŦǊƻƳ aǳƭǘƛƳŜŘia Context dropdown menu in BrM for linking properly-named 
documents to a given structure number. ¢ƘŜ ǘŜǊƳ ά.wL5D9έ ƛǎ ƎŜƴŜǊƛŎ ŀƴŘ ŀǇǇƭƛŜǎ ǘƻ ŎǳƭǾŜǊǘǎ ŀƴŘ ǘǳƴƴŜƭǎ 
as well. 
 
The general naming convention for these documents will be the same as the other documents described 
in section D.1 above except for the inspection date to be replaced by the date document is added. The 
following examples show the naming convention of various documents linked to the structure #407 digital 
file in BRIDGE Context dropdown on May 10th, 2018: 
 

Å Original Construction plans:  
00407-2018-05-10-Plans-Record Drawing-Original Construction.pdf 

Å Reconstruction plans: 
00407-2018-05-10-Plans-Record Drawing-Tunnel Reconstruction.pdf 

Å Special Inspection 
00407-2018-05-10-Special Inspection.pdf 

Å Tunnel Load Rating Summary:  
00407-2018-05-10-Load Rating.pdf 

Å Miscellaneous (any document other than the above):  
00407-2018-05-10-Miscellaneous.pdf 
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Appendix E - FHWA Memorandum, Inspection of Non-Structural Tunnel Elements 
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FHWA 2020 Memorandum regarding Non-Structural Tunnel Elements Located above Roadways 
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